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ABSTRACT
Particle Deposition in Ventilation Ducts

by

Mark Raymond Sippola

Doctor of Philosophy in Civil and Environmental Engineering
University of California, Berkeley

Professor William W. Nazaroff, Chair

Exposure to airborne particles is detrimental to human health and indoor exposures
dominate total exposures for most people. The accidental or intentional release of
aerosolized chemical and biological agents within or near a building can lead to
exposures of building occupants to hazardous agents and costly building remediation.
Particle deposition in heating, ventilation and air-conditioning (HVAC) systems may
significantly influence exposures to particles indoors, diminish HVAC performance and
lead to secondary pollutant release within buildings. This dissertation advances the
understanding of particle behavior in HVAC systems and the fates of indoor particles by

means of experiments and modeling.

Laboratory experiments were conducted to quantify particle deposition rates in horizontal
ventilation ducts using real HVAC materials. Particle deposition experiments were
conducted in steel and internally insulated ducts at air speeds typically found in
ventilation ducts, 2-9 m/s. Behaviors of monodisperse particles with diameters in the size

range 1-16 um were investigated. Deposition rates were measured in straight ducts with
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a fully developed turbulent flow profile, straight ducts with a developing turbulent flow
profile, in duct bends and at S-connector pieces located at duct junctions. In straight
ducts with fully developed turbulence, experiments showed deposition rates to be highest
at duct floors, intermediate at duct walls, and lowest at duct ceilings. Deposition rates to
a given surface increased with an increase in particle size or air speed. Deposition was
much higher in internally insulated ducts than in uninsulated steel ducts. In most cases,
deposition in straight ducts with developing turbulence, in duct bends and at S-connectors

at duct junctions was higher than in straight ducts with fully developed turbulence.

Measured deposition rates were generally higher than predicted by published models.

A model incorporating empirical equations based on the experimental measurements was
applied to evaluate particle losses in supply and return duct runs. Model results suggest
that duct losses are negligible for particle sizes less than 1 um and complete for particle
sizes greater than 50 um. Deposition to insulated ducts, horizontal duct floors and bends
are predicted to control losses in duct systems. When combined with models for HVAC
filtration and deposition to indoor surfaces to predict the ultimate fates of particles within
buildings, these results suggest that ventilation ducts play only a small role in
determining indoor particle concentrations, especially when HVAC filtration is present.
However, the measured and modeled particle deposition rates are expected to be

important for ventilation system contamination.
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Uye = 5.3 m/s.

Comparison of the sublayer model of Fan & Ahmadi (1993) with and
without the lift force to data collected in straight steel ducts with U,,., =
5.3 m/s.

Comparison of the sublayer model of Fan & Ahmadi (1993) with three
roughness levels, £, to data collected in straight insulated ducts with U,,.
=5.3 m/s.

Comparison of the empirical models for bend penetration to data
collected in steel bend 5 at air speeds of 2.2, 5.3 and 8.8 & 9.0 m/s.
Comparison of the empirical models for bend penetration to data
collected in steel bend 6 at air speeds of 2.2, 5.3 and 8.8 & 9.0 m/s.
Comparison of turbophoretic model of Guha (1997) with different values
for the surface roughness, £, to data collected in straight steel ducts with

Uye = 5.3 m/s.
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5.16

5.17

5.18

5.19

5.20

5.21

5.22

5.23

5.24

Comparison of turbophoretic model of Guha (1997) with different air-
wall temperature differences, A7, to data collected in straight steel ducts
with Uy, = 5.3 m/s.

Comparison of turbophoretic model of Guha (1997) with and without the
image force to data collected in straight steel ducts with U,,. = 5.3 m/s.
Comparison of the model of Guha (1997) when using either equation

(5.1) or (5.2) for the profile of v, versus y" to data collected in straight

rms

steel ducts.

Comparison of the turbophoretic model of Guha (1997) with a roughness

+
rms

of 60 um and equation (5.3) for v} to data collected in insulated ducts

with Ug. = 5.3 m/s.
Comparison of the turbophoretic model of Guha (1997) with a roughness

of 5 um, an air-wall AT of 0.2 °C and equation (5.2) for v/ to data

collected in steel ducts.

Comparison of the new empirical model to data collected in straight steel
ducts with U, = 5.3 m/s.

Comparison of the new empirical model to data collected in straight
insulated ducts with U,,. = 5.3 m/s.

Comparison of equation (5.10) to data collected at S-connectors in the
steel system at air speeds of 2.2, 5.3 and 9.0 m/s.

Comparison of dimensionless deposition velocities predicted by equation
(5.10) to data collected at S-connectors in the steel system at an air speed

of 5.3 m/s.
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6.1

6.2

6.3

6.4

6.5

6.6

6.7

6.8

6.9

6.10

6.11

6.12

Schematic diagram showing airflow and potential particle fates when
modeling particle fates in buildings.

Filtration efficiency of ASHRAE 40% and ASHRAE 85% filters.
Predicted fractional losses for a single pass through return duct runs.
Predicted fractional losses for a single pass through supply duct runs.
Predicted fractional losses in a medium-loss duct run considering the
influence of duct bends and interior insulation.

Fraction of total losses occurring at different duct surfaces for low-loss

and high-loss return ducts.

Fraction of total losses occurring in different duct generation classes for

low-loss and high-loss return duct runs.
Fraction of total losses occurring at different duct surfaces for low-loss

and high-loss supply duct runs.

Fraction of total losses occurring in different duct generation classes for

low-loss and high-loss supply duct runs.

Predicted fractional fates of outdoor particles drawn into an unfiltered air

intake for low-loss and high-loss ducts.

Predicted fractional fates of outdoor particles drawn into an air intake
with ASHRAE 40% efficient filters for low-loss and high-loss ducts.
Predicted fractional fates of outdoor particles drawn into an air intake

with ASHRAE 85% efficient filters for low-loss and high-loss ducts.
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6.13  Predicted fractional fates of outdoor particles drawn into air intakes with

either ASHRAE 40% or ASHRAE 85% efficient filters and a filter

bypass fraction, £, of 0.15 for high-loss ducts. 366
6.14  Predicted fraction of outdoor particles remaining indoors with different

degrees of HVAC filtration and low-loss or high-loss ventilation ducts. 367
6.15 Predicted fraction of outdoor particles remaining indoors for particles

drawn into an air intake with ASHRAE 40% filters and a bypass fraction,

Fy, of zero or 0.15 for ducts with average losses. 367
6.16  Predicted fractional fates of particles released in a building with an

unfiltered ventilation system for both low-loss and high-loss ducts. 368
6.17 Predicted fractional fates of particles released in a building with

ASHRAE 40% efficient filters for both low-loss and high-loss ducts. 369
6.18 Predicted fractional fates of particles released in a building with

ASHRAE 85% efficient filters for both low-loss and high-loss ducts. 370

A.1  Example of discrete measurements of vertical displacement that may be

measured by a profilometer for a sample surface height profile. 410
A.2  The surface of a steel experimental duct as seen through an optical

microscope at two different levels of magnification. 411
A.3  Images of the surface of a steel experimental duct generated by a

scanning electron microscope at two different levels of magnification. 412
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A4

A5

A6

A7

B.1

B.2

B.3

B.4

Two-dimensional contour plot of the surface of a steel experimental duct
from an atomic force microscope. The lower panel displays a plot of the
surface height versus the lateral distance for the section through the
surface demarked by the pointers.

Three-dimensional contour plot of the same steel experimental duct
surface as in Figure A.4, generated by an atomic force microscope.
Images of the top layer of insulation from an insulated experimental duct
generated by a scanning electron microscope at two different levels of
magnification.

Comparison of friction velocities measured in the steel and insulated

systems to friction velocities predicted by empirical equations.

Sampling inlets with air streamlines and hypothetical particle trajectories
under three sampling conditions: isokinetic, sub-isokinetic and super-
isokinetic.

Photograph of a stainless steel isokinetic nozzle with a mounting
assembly on the shaft. The nozzle is attached to a 47 mm Teflon filter
holder.

Photograph of a shrouded nozzle showing the shrouded inlet piece, the
elbow and the shaft with the mounting assembly.

Schematics of a side view of a section through the centerline of the
shrouded inlet and of an end view of the inlet. Dimensions of defined

parameters are also given.
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B.5

B.6

B.7

B.8

B.9

C.1

C.2

C3

Isokinetic nozzle transport efficiencies versus particle diameter for the
nominal air speeds of 2.2, 5.3 and 8.8 & 9.0 m/s.

Shrouded nozzle transport efficiencies versus particle diameter for the
nominal air speeds of 2.2, 5.3 and 8.8 m/s.

Total aspiration efficiencies for the shrouded nozzle versus particle
diameter for the nominal air speeds of 2.2, 5.3 and 8.8 m/s. The models
are applied using equation (B.22) and equation (B.20) from Gong ef al.
for the factor F.

Total aspiration efficiencies for the shrouded nozzle versus particle
diameter for the nominal air speeds of 2.2, 5.3 and 8.8 m/s. The models
are applied using equation (B.22) with F'= 1.

Total transmission efficiencies for the shrouded nozzle versus particle
diameter for the nominal air speeds of 2.2, 5.3 and 8.8 m/s. The model
includes the empirical model for transport efficiencies and equations

(B.15) and (B.22) with /=1 for total aspiration efficiencies.

Pressure gradient, temperature and relative humidity profiles for run 4 in
the steel duct with an air speed of 2.2 m/s.

Pressure gradient, temperature and relative humidity profiles for run 10
in the steel duct with an air speed of 5.3 m/s.

Pressure gradient, temperature and relative humidity profiles for run 16

in the steel duct with an air speed of 9.1 m/s.
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C4

C.5

C.6

C.7

C.8

C.9

C.10

Pressure gradient. temperature and relative humidity profiles for run 21
in the insulated duct with an air speed of 2.2 m/s.

Pressure gradient, temperature and relative humidity profiles for run 23
in the insulated duct with an air speed of 5.2 m/s.

Pressure gradient, temperature and relative humidity profiles for run 31
in the insulated duct with an air speed of 8.9 m/s.

Interior and exterior duct surface temperatures and centerline air
temperatures measured at locations A and B in the auxiliary surface
temperature experiment.

Comparison of estimated thermophoretic deposition velocities, v, to
measured dimensionless deposition velocities in the steel system at an air
speed of 2.2 m/s.

Comparison of estimated thermophoretic deposition velocities, v, to
measured dimensionless deposition velocities in the steel system at an air
speed of 5.3 m/s.

Comparison of estimated thermophoretic deposition velocities, vy, , to

measured dimensionless deposition velocities in the steel system at an air

speed of 9.0 m/s.
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1.1

2.1

2.2

23

24

2.5

2.6

2.7

2.8

2.9

2.10

2.11

2.12

2.13
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Measured densities of dust on duct floors in office buildings and schools.

Equations for the Fanning friction factor in ducts with rough walls.
Particle deposition experiments in horizontal tubes with hydraulic
diameter less than 2.7 cm.

Particle deposition experiments in vertical tubes with hydraulic diameter
less than 2.7 cm.

Particle deposition experiments in horizontal tubes with hydraulic
diameter greater than 2.7 cm.

Particle deposition experiments in vertical tubes with hydraulic diameter
greater than 2.7 cm.

Explanation of comments in Tables 2.2-2.5 and Table 2.7.

Particle deposition experiments in tube bends with turbulent flow.
Correlations for the eddy viscosity of air.

Recommended values of k; for equation (2.52).

Recommended values of &, for equation (2.53).

Recommended values of k; for equation (2.54).
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with stochastically modeled turbulent flow.
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2.14

3.1

32

33

3.4

3.5

3.6

4.1

4.2

4.3

44

4.5

4.6

4.7

Summary of conditions in Lagrangian particle deposition simulations

with turbulent flow from LES and DNS.

Aerosol solution mixtures, VOAG settings and particle densities for
particles in the steel system.

Aerosol solution mixtures, VOAG settings and particle densities for
particles in the insulated system.

Particle and airflow data for experiments in the steel system.

Particle and airflow data for experiments in the insulated system.

Dimensionless deposition velocities in steel system in test ducts 1 and 2.

Dimensionless deposition velocities in insulated system in test ducts 1

and 2.

Projected airborne concentrations at test duct 4 for selected experiments.

Dimensionless deposition velocities to S-connectors in the steel system.
Bend penetrations for experiments in the steel system.

Bend penetrations for experiments in the insulated system.
Dimensionless deposition velocities for all panels in test duct 3 in the
steel system.

Dimensionless deposition velocities for all panels in test duct 4 in the
steel system.

Dimensionless deposition velocities for all panels in test duct 3 in the

insulated system.
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4.8

5.1

52

6.1

6.2

6.3

6.4

6.5

Al

B.1

Dimensionless deposition velocities for all panels in test duct 4 in the

insulated system.

Values of k, and ks for use in equations (5.4) and (5.5) for the three
experimental friction velocities in steel ducts.
Values of k, and ks for use in equations (5.4) and (5.5) for the three

experimental friction velocities in insulated ducts.

Characteristics of modeled buildings.

Characteristics of modeled duct runs. Reported values are averages for
60 supply or 60 return duct runs with the range in parentheses.

Values for the 10", 50™ and 90" percentile cut-point diameters for a
single pass through supply and return duct runs.

Characteristics of low-loss and high-loss return duct runs compared to
the average of all return duct runs.

Characteristics of low-loss and high-loss supply duct runs compared to

the average of all supply duct runs.

Roughnesses of duct surfaces measured by profilometer.

Measured inlet diameters of isokinetic nozzles.
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C.1

C2

D.1

D.2

D.3.

Differences between the centerline air temperature and the ambient
temperature at locations A and B averaged for the three nominal air
speeds in both the steel and insulated systems.

Differences between the centerline air temperature and the duct surface
temperature at locations A and B for the three nominal air speeds in the

steel system and predicted near-wall temperature gradients.

Typical values and estimated errors associated with fundamental
measurements or input parameters.

Equations for error propagation in calculated values of the dimensionless
relaxation time.

Ranges of relative errors of reported parameters based on propagation of

random errors.
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a b c d

Abend

Aq

An

do, bo

aj dz as
ay, ds, dg

A;, By, C;

ax; bx: CX

C;

C] Jup
C] ,down
CZ, up

CZ, down

NOMENCLATURE

parameters in equations (2.122)-(2.126)

cross sectional area of a duct, m*

internal surface area of a duct bend, m?

apparent surface area of a duct surface sample or S-connector, m*
material-dependent Hamaker constant, kg m” s

parameters in equations (2.107)-(2.109)

constants in equation (2.68)

constants in equation (2.68)

parameters in Nikuradse’s (1936) empirical equation for the Fanning
friction factor in Table 2.1

general experimental parameters in an error analysis

instantaneous local airborne particle concentration, # m™
fluctuating airborne particle concentration, # m™

dimensionless airborne particle concentration, equation (2.84)
projected time-averaged concentration at the shrouded nozzle, # m™
time-averaged concentration at test duct 1, equation (3.8), # m™
time-averaged concentration at test duct 2, equation (3.10), # m™
time-averaged concentration upstream of test duct 1, # m™
time-averaged concentration downstream of test duct 1, # m™
time-averaged concentration upstream of test duct 2, # m™

time-averaged concentration downstream of test duct 2, # m™
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Cs
Cy

C5, out

C6, in

CLI ves E

Crp

Cin
Cindoor
Cinlet
Cout
Coutdoor
Coutlet
Cshroud

Cshroud,c

C+

projected time-averaged concentration at test duct 3, equation (4.6), # m™
projected time-averaged concentration at test duct 4, equation (4.7), # m™
projected time-averaged concentration at the outlet of bend 5, equation
(4.9), #m>

projected time-averaged concentration at the inlet of bend 6, equation
(4.8), #m>

time-averaged airborne particle concentration, # m™

time-averaged particle concentration in the turbulent core of a duct, # m™
Cunningham slip correction factor, equation (2.14)

drag coefficient of a spherical particle, equations (2.32)-(2.33)
fluorescein concentration in rinsing solution in a fluorometric analysis, ng
mL"

background fluorescein concentration in a fluorometric analysis, ng mL™
flow-weighted average concentration at a duct inlet, # m™

indoor particle concentration, kg m™

concentration entering a sampling nozzle inlet, # m™

flow-weighted average concentration at a duct outlet, # m™

outdoor particle concentration, kg m™

concentration at the outlet of a sampling transport line, # m™
concentration in a shroud upstream of a sampling nozzle inlet, # m™
concentration in a shroud upstream of a sampling nozzle inlet and near the

shroud centerline, # m™

dimensionless particle concentration at the dimensionless capture distance
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CL

rel

E,
Eindoor(t)
E,.

EF

EFye;

relative 95% confidence interval of an experimental variable, equation

(D.10), %

95% confidence limits for an experimental variable, equation (D.9)

aerodynamic particle diameter, m

Brownian diffusion coefficient of a particle, equation (2.30), m*s™
hydraulic duct diameter, equation (2.4), m

inlet diameter of a sampling nozzle, m

mass-mean particle diameter, m

particle diameter, m

inner diameter of a shroud on a shrouded nozzle, m

inner diameter of a transport line, m

temperature gradient dependent diffusion constant of a particle, m”s™
Dean number for flow through a bend, equation (2.28)

offset in the origin of the air velocity profile at a rough surface, m

dimensionless offset in the origin of the air velocity profile at a rough
surface, = e’ / 1%

the charge of a single electron, -1.6x10™"° C

strength of an electric field, V m™

potential energy of a surface, equation (2.120), kg m” s

arbitrary indoor particle emissions profile, kg h™

relative error, equation (D.7), %

deposition velocity enhancement factor, as in example equation (4.19)

enhancement factor in test duct 4 to ceiling panel 2, equation (4.19)
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f Fanning friction factor, equation (2.7)

fe fraction of particles exhausted from a building, equations (6.31) and (6.40)

fr fraction of particles filteres, equations (6.27) and (6.36)

fi fraction of particles depositing to indoor surfaces, equations (6.29) and
(6.38)

N fraction of particles depositing in return ducts, equations (6.30) and (6.39)

fs fraction of particles depositing in supply ducts, equations (6.28) and (6.37)

parameter used for predicting the total aspiration efficiency of a shrouded

nozzle, equation (B.20)

Fy fraction of supplied air that bypasses HVAC filters

Fe Coulomb force on a charged particle, equation (2.43), kg m s
Fy drag force on a particle, equation (2.31), kg m 2

F, electrostatic force on a particle, equation (2.45), kg m s?

F," dimensionless electrostatic force on a particle, = F,v / m pu*3
Fq gravitational force on a particle, equation (2.36), kg m s™

F shear induced lift force on a particle, equation (2.38), kg m s
F dimensionless shear induced lift force on a particle, = F)v / m pu*3
F, turbophoretic force on a particle, equation (2.51), kg m s™

Fu thermophoretic force on a particle, equation (2.40), kg m s

g gravitational acceleration at Earth’s surface, 9.81 m s

g dimensionless gravitational acceleration, equation (2.74)

h vertical height measured by a profilometer, m

H height of a duct with rectangular cross-section, m
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H, th
have
hmax

hs

Jip
Jip
Jiss
Jips
Jye2
Jp

Jaify

ki, ks, ks
ky, ks

ke

kg

ka

thermophoretic force coefficient, equation (2.41)

average height of a profilometer scan, m

maximum height measured in a profilometer scan, m

vertical height that an S-connector projects into the airflow, m
particle flux, # m™s™'

particle flux in test duct 1 to floor panel 1, # m™ 5™

particle flux in test duct 1 to floor panel 2, # m™ 5™

particle flux in test duct 1 to floor panel 3, # m™ 5™

particle flux in test duct 1 to floor panel 4, # m™ 5™

particle flux in test duct 4 to ceiling panel 2, #m™s™

particle flux due to Brownian diffusion, equation (2.29), # m?s’
particle diffusive flux due to Brownian and turbulent diffusion, equation
(2.47), #m? s

roughness scale of a surface, m

dimensionless roughness of a surface, equation (2.11)
constants in equations (2.52)-(2.54)

constants in equations (5.4)-(5.5)

constant in equation (5.10)

thermal conductivity of air, W m™ K!

Boltzman constant, 1.38x 1072 J/K

overall indoor particle decay constant, equation (6.33), h”
thermal conductivity of particulate material, W m™ K

particle Knudsen number, equation (2.15)
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L, AL
[ bend

lceiling

l duct

lﬂoor

Linlet

Loff&et

Ls
Lshroud
Lt, nv
Lt, total
[ total

[ wall

length of a segment of duct, m

fraction of particles entering a duct run lost in a bend, equation (6.21)
fraction of particles entering a duct run lost to the ceiling of a single duct
generation, equation (6.9)

fraction of particles entering a duct run lost in a single duct generation,
equation (6.17)

fraction of particles entering a duct run lost to the floot of a single duct
generation, equation (6.19)

length of the inlet piece of the shrouded nozzle, m

distance between the shroud inlet and nozzle inlet in a shrouded nozzle, m
length of a duct panel analyzed for particle deposition, m

total fraction of particles lost in a return duct run

total fraction of particles lost in a supply duct run

fraction of particles entering a duct run lost to the S-connectors of a single
duct generation, equation (6.20)

transverse length of an S-connector, m

length of a shroud on a shrouded nozzle, m

length of a nonvertical segment of a sampling transport line, m

total length of a sampling transport line, m

total fraction of particles lost in a duct run, equation (6.22)

fraction of particles entering a duct run lost to the wall of a single duct
generation, equation (6.18)

fluorescein mass measured by fluorometric analysis, ng
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ms,in

me,in

Mpend

Mpend, 5

mgq

Melbow

my

My

myp

miy

Miplet

my

mp

Mpyresented

mg

Mishaft

ng

np

total particle mass associated with an indoor particle release, equation
(6.35), kg

total airborne fluorescein mass entering bend 5, ng

total airborne fluorescein mass entering bend 6, ng

fluorescein mass deposited inside a duct bend, ng

fluorescein mass deposited inside bend 5, ng

fluorescein mass on a duct surface or S-connector surface, ng
fluorescein mass inside the elbow piece of the shrouded nozzle, ng
fluorescein mass on a filter, ng

fluorescein mass on a filter holder, ng

mass of fluorescein in a single particle, ng

total airborne fluorescein mass entering a bend, ng

fluorescein mass inside the inlet piece of the shrouded nozzle, ng
fluorescein mass inside a sampling nozzle, ng

mass of a particle, kg

total airborne fluorescein mass presented to the leading edge of an S-
connector, ng

fluorescein mass deposited on an S-connector, ng

fluorescein mass inside the shaft piece of the shrouded nozzle, ng
net excess of electrons on a particle (electrons minus protons)
number of distinct duct generations in a duct run

number of bend in a duct run

particle number count in an APS size bin
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Ny

Ng
Odinier
AP/AL
P

Py
Phena
Phends
Phends
Pc

Pceiling

P duct

P floor

P,

Ptotal

Pwall

number of repeated measurement of an experimental variable

number of vertical displacements measured in a single profilometer scan
number of S-connectors in a duct generation

outer diameter of the inlet piece at the waist of the shrouded probe, m
pressure drop per unit length of duct, kg m™ s

perimeter of a section through a duct normal to the direction of flow, m
static pressure at location A, Pa

particle penetration fraction through a duct bend

particle penetration through bend 5

particle penetration through bend 6

static pressure at location C, Pa

particle penetration through a duct generation owing to deposition only at
the duct ceiling, equations (6.3) and (6.7)

particle penetration fraction through a duct, equations (2.2)-(2.3)

particle penetration through a duct generation owing to deposition only at
the duct floor, equations (6.5) and (6.7)

particle penetration through a duct generation owing to deposition only at
S-connectors at duct junctions, equations (6.6)

particle penetration through a portion of a duct run, equation (6.1)
particle penetration through an entire duct run, equation (6.1)

velocity pressure measured by a pitot tube, Pa

particle penetration through a duct generation owing to deposition only at

the duct wall, equations (6.4) and (6.8)
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Pr

0O

Opump
Os

R

R,
Rave
Rbpend

Veeiling

Vduct

Yfloor

Vindoor
Tp
+

Ip

rs,

Prandtl number of air, ~ 0.7

electric charge on a particle, equation (2.44), C

sampling pump flow rate to achieve isokinetic sampling, equation (3.2),
m’ s’

sampling pump flow rate, m’ s~

building supply air flow rate, m® s™

restitution coefficient of a surface

fraction of return air recirculated to a building

bend ratio, equation (2.18)

arithmetic average roughness of a surface from a profilometer scan, m
radius of a duct bend, m

rate of particle loss to the ceiling of a duct generation, equations (6.10)
and (6.14)

total rate of particle loss in a duct generation, equation (6.16)

rate of particle loss to the floor of a duct generation, equation (6.12) and
(6.14)

rate of particle loss to indoor surfaces, equation (6.25), kg h™!

particle radius, m
. . . . &
dimensionless particle radius, =r,u / 1%

rate of particle loss to the S-connectors of a duct generation, equation

(6.13)
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Pywall rate of particle loss to the wall of a duct generation, equations (6.11) and

(6.15)
Re flow Reynolds number in a duct, equation (2.10)
Re, particle Reynolds number, equation (2.34)
S stopping distance of a particle, equation (2.80), m
S* dimensionless stopping distance of a particle, equation (2.81)

S, »Sp ,8. ~ random errors associated with the experimental parameters a,, b, and ¢
X X X

Sa, random error in particle diameter measurement, equation (D.11), m

S, random error associated with calculated experimental variable x,

Sc particle Schmidt number, equation (2.55)

St particle Stokes number, equation (2.19)

Stintet Stokes number defined at a sampling nozzle inlet, equation (B.5)

St Stokes number defined at an S-connector, equation (4.15)

Stehroud Stokes number defined at a shroud inlet, equation (B.21)

St; Stokes number defined in a sampling transport tube, equation (B.13)

t experimental time, min

T temperature, °C or K

T, air temperature at the duct centerline, °C or K

Trotal total transmission through a sampling system, equation (B.3)

T, surface temperature of a duct wall, °C or K

AT temperature difference between the air at y* = 200 and a duct surface, °C
or K
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500 dimensionless temperature gradient parameter, equation (C.4)

1

u instantaneous streamwise air velocity, m s

u time averaged mean streamwise air velocity, m s™

u' fluctuating streamwise air velocity, m s™

u friction velocity, equations (2.5)-(2.6), m s™

u 1* lowest nominal experimental friction velocity in steel or insulated ducts
0, middle nominal experimental friction velocity in steel or insulated ducts
u; highest nominal experimental friction velocity in steel or insulated ducts
u'v' the time average of the product of the streamwise and wall normal

. . . 2 2
fluctuating air velocity components, m” s

U, local air velocity immediately upstream of a sampling nozzle, m s
. . -1

Uy, local air velocity, m s
Uuve bulk average air velocity in a duct, m gt

. . . -1
U air velocity at the duct centerline, m s
U; local streamwise air velocity, m st

. . . . -1
Uinlet air velocity at a sampling nozzle inlet, m s
us air velocity integrated over the height of an S-connector, m s™

. . . . -1

Ushroud average air velocity in a shroud upstream of a sampling nozzle inlet, m s
U air velocity through a sampling transport line, m s
v instantaneous wall normal air velocity, m s™
V volume of indoor space, m™
v time averaged mean wall normal air velocity, m s™'
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Va

Vd,c

Vd, comp

Vay

Vd, w

Vd, Ic
Vair
Vd, Iw

Vd, 4c2

Vie
Vies
thdzﬁ‘
Vay

+
Vd,f,S

fluctuating wall normal air velocity, m s

the time average of the product of the wall normal fluctuating air velocity
and the fluctuating airborne particle concentration, kg m™s™
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CHAPTER 1

Introduction to Particles and HVAC Systems

1.1 Issues Regarding Particles and HVAC Systems

1.1.1 Particles and human health

Particulate matter in air with aerodynamic diameter less then 10 pum (PM) is a criteria
pollutant regulated by the United States Environmental Protection Agency to protect
human health. In the US, the National Ambient Air Quality Standard (NAAQS) for PM;
is 150 pg/m’ averaged over a 24-hour period and 50 pg/m’ averaged over a one-year
period. A new standard for particles of aerodynamic diameter less than 2.5 pm (PM; s)
has been promulgated. It would limit PM; 5 concentrations to 65 p,tg/rn3 over a 24-hour
average and 15 pg/m’ over a yearly average (http://www.epa.gov/airs/criteria.html).
Whether there is any perfectly safe level for human exposure to particulate matter is

unknown.

By the start of the 1900’s, it was widely acknowledged that air pollution was linked to
poor human health. Public attention was more keenly focused on the health impacts of
air pollution after episodes of very high particulate matter levels in Meuse Valley,
Belgium (December, 1930), Donora, Pennsylvania (October, 1948) and London, England
(December, 1952) were observed to be associated with increases in human illness and
death. More recent epidemiological studies have demonstrated positive correlations
between ambient PM;( concentrations and human morbidity and mortality (Pope &

Dockery, 1999; and Pope, 2000). There is also strong epidemiological evidence
1



indicating that ambient PM, 5 contributes to adverse human health effects (Schwartz et
al., 1996). Both acute and chronic health effects have been observed to occur at particle
concentrations common in US cities and at levels below the NAAQS. Subpopulations
most likely to be at greatest risk from PM;( exposure include the elderly, young children,
asthmatics and those with preexisting impairment of respiratory and pulmonary systems.
While opinions are not unanimous, most epidemiologists and reviewers believe that the
body of evidence strongly suggests that exposure to particulate air pollution, and
especially PM, s, is an important risk factor for mortality, respiratory symptoms and

diseases, and exacerbation of existing pulmonary and cardiovascular diseases.

The link between ambient particulate concentrations and the concentration to which
individuals are exposed has not been fully elucidated. Behavioral studies document that
people spend most of their time indoors. Particle concentrations and sources indoors are
not the same as outdoors. Most of the air breathed by individuals is indoor air, which
raises some questions about the epidemiological link between ambient PM;,
concentrations and human health problems. Personal exposure concentrations have often
been observed to be greater than indoor or outdoor concentrations, possibly due to a
‘personal cloud’ effect. Personal PM;, exposure concentrations do not correlate well
with ambient PM; levels in cross-sectional studies, but the two measures show a better

correlation in longitudinal studies that account for personal variability (Wallace, 2000).

Exposure to airborne particles has significant associated costs. Total annual cost due to

death and morbidity has been estimated at $28 billion in the UK (Pearce & Crowards,



1996) and the benefit in health care savings of achieving new the PM; 5 standards in the

US has been estimated at $32 billion (Ostro & Chestnut, 1998).

1.1.2 HVAC systems and indoor air quality

To understand the contribution of ambient particulate matter to human exposure, it is
important to know how the particle size distribution is modified as outdoor air travels into
a building. Particle deposition in supply ventilation ducts reduces the indoor
concentration of particles of outdoor origin. Heating, ventilating and air conditioning
(HVAC) systems also continuously modify indoor particle concentrations as air is
recirculated. Air travels from outdoors into a building via three main routes: mechanical
ventilation through a ducted HVAC system, natural ventilation through open doors and
windows, and infiltration through gaps and cracks in the building envelope. Most
intermediate and large commercial buildings are mechanically ventilated and, for these
buildings, mechanical ventilation is usually the dominant entry path of outdoor air to the
indoor environment. Consequently, particle deposition in HVAC systems influences

particle concentrations within buildings.

HVAC systems play a central role in maintaining indoor air quality in large buildings and
their improper functioning may lead to a variety of problems. Numerous studies have
found higher rates of occupant complaints about indoor air quality and health symptoms
in mechanically ventilated buildings compared to those that are naturally ventilated
(Wargocki et al., 2000). A NIOSH survey found that HVAC deficiencies accounted for

more than half of the indoor air quality problems in nonindustrial buildings (Crandall &



Sieber, 1996). Ventilation ducts can act as sinks, and in some cases as sources, for a
variety of pollutants including particulate matter, microorganisms and volatile organic
compounds (VOCs). Particles may deposit to and resuspend from duct surfaces. Particle
deposits sorb and desorb VOC:s in the passing air stream. Bacteria and fungi deposit on
HVAC surfaces and grow if sufficient water is present. Such growth produces microbial
VOCs (MVOCs) and may amplify the concentration of bioaerosols in the air stream.
Chemical interactions can occur between pollutants and HVAC surfaces, and particle
deposits may alter the nature of these surface interactions (Morrison et al., 1998). For
example, particles of biological origin often contain unsaturated fatty acids. If these
deposit in ducts, they will be exposed to ozone, which can oxidize the unsaturated acids,
producing aldehydes that can be released into the air stream (Pasanen et al., 2000).
Deposited materials may also become nutrient sources for microorganisms that release
MVOCs. These sorts of transformations might be of great importance in overall HVAC
hygiene. In addition to these pollutant interactions, ventilation duct materials like
sealants, fibrous insulation and residual manufacturing oils may directly pollute the
ventilation air (Batterman & Burge, 1995). In summary, particle deposition in HVAC
systems alters the exposure of building occupants to particles of outdoor origin and is

linked to a host of indoor air quality concerns.

1.1.3 Chemical and biological agents

The accidental or intentional airborne release of aerosolized chemical or biological agents
within or near a building may lead to exposure of the building occupants to these harmful
substances. Agents released outdoors may be drawn into a building by the HVAC

4



system; those released within a building may be spread to other parts of the building by
the HVAC system. In either case, deposition in the supply and return ductwork may
significantly influence exposures. An understanding of particle deposition in HVAC
ducts can also help in planning responses in terms of HVAC system operation in the
event of a detected release. Deposition may also be important for post-release
remediation since the HVAC system may require decontamination to minimize exposure

owing to the resuspension of contaminants.

1.2 Types of HVAC Systems

All equipment that helps to provide and condition indoor air constitutes HVAC systems.
This includes louvers, fans, air cleaners, heating and cooling equipment, ducts,
humidifiers and dehumidifiers, terminal devices and control equipment. Such systems
are widely variable in terms of complexity, quality, operation and maintenance. These
systems serve the multiple purposes of providing fresh air to the indoor space, controlling
indoor air temperature and controlling indoor pollutants by ventilation. Standards for
acceptable building ventilation and thermal conditions have been established and are
maintained by the American Society of Heating, Refrigeration and Air-Conditioning
Engineers, as are guidelines for HVAC commissioning and maintenance (ASHRAE,

1989a, 1989b, 1992).

One may broadly divide HVAC systems into small unitary systems and large central
units. Unitary systems provide air to a single building zone, while central units are

capable of delivering air to multiple zones with different heating and cooling



requirements. Interior portions of large buildings filled with people, lighting and

equipment often require cooling even during the coldest months of the year. Perimeter
portions of buildings that share walls with the outdoors typically require more flexible
temperature control because they are more directly influenced by outdoor temperature,

wind and direct sunlight.

Unitary systems handle a small flow of air (0.2-2 m’/s), serve small floor areas (~150 m?)
and have a relatively low initial cost. Multiple unitary systems, each with an independent
fan, thermal control and ductwork, may be used to ventilate larger spaces. On average,
unitary systems have shorter duct runs than central units because of their decentralized
locations. Ducts associated with these systems usually have a hydraulic diameter less
than 70 cm and tend to be constructed of galvanized steel, duct board and flexible duct.
Unitary systems are often operated intermittently, under thermostatic control, cycling on
and off several times per hour when the building is occupied. Ventilation of commercial
retail strip malls, offices, restaurants and professional buildings are the most common
applications of these systems. Such buildings are estimated to make up about half of the

of the non-residential building stock in the United States (Delp et al., 1997).

Central HVAC units serve large building areas (greater than 1000 m”) and handle large
airflow rates (5-50 m*/s). Central systems are designed to operate as either constant air
volume (CAV) or variable air volume (VAV) systems. Constant air volume systems
provide a time invariant flow rate of air to each space, and room temperature is controlled

by means of heating or cooling the supplied air. Variable air volume systems achieve



temperature control by regulating the amount of cooled air provided to each space. Most
central systems feature continuous operation and have galvanized steel ducts of
rectangular cross section to distribute the air. Fiberglass insulation is commonly used on
the interior surface of large ducts near fans to absorb acoustic vibrations and to provide
thermal insulation. The plenums and largest ducts in these systems may have a hydraulic
diameter of several meters and the smallest ducts, those leading to the room supply
registers, have a typical hydraulic diameter of 0.15-0.3 m. Duct air speeds range from a
maximum of 10-15 m/s near the fans to a minimum of 1-2 m/s at supply registers.
Central systems are sometimes turned off overnight when a building is unoccupied and
then operated at higher than normal flow rates in the morning to flush accumulated
pollutants from the building before it is reoccupied. Central systems are common in mid-
sized to large office buildings and retail centers, as well as university buildings, theaters
and multiple use buildings. Often, several large central systems are required to ventilate

very large buildings.

1.3 HVAC System Components and Particle Deposition

Particle deposition in HVAC systems reduces airborne concentrations within buildings
but may lead to other indoor air quality concerns. Deposition rates from turbulent flows
are influenced by a variety of factors including particle size, degree of air turbulence and
the roughness and orientation of the deposition surface. Because of the complexity of
flows and variety of surfaces in even the simplest ventilation system, particle deposition

rates are likely to vary widely along the length of a single duct run.



Figure 1.1 shows a typical air flow configuration in an HVAC mechanical room. Outside
air is brought through louvers into the supply plenum and mixed with a fraction of the
return air from the building. This air mixture is filtered, thermally conditioned, and then
drawn into a supply fan that distributes the air through a branched duct system to various
parts of the building. Return air intakes are located throughout the building. These
intakes direct air through return ducts or plenum spaces back to the HVAC mechanical

room where a fraction is recirculated and the rest is exhausted outside the building.

1.3.1 Outside air louvers, filters, cooling and heating

The fraction of outside air in the supply air is controlled by louvers at the air intake and is
commonly varied by means of a control system that depends on the outdoor air
temperature. Supply air may consist of only outside air if it is at or near the desired
temperature. This operation is termed the ‘economizer mode’ due to the energy savings
realized by reducing the need to heat or cool ventilation air. When the outside air
temperature deviates from the desired supply temperature, outside air louvers partially
close and a larger fraction of return air is directed to the supply. Ventilation standards
require that a minimum amount of outside air be brought into any occupied building
(ASHRAE, 1989a). Because indoor and outdoor air usually carry different types and
concentrations of particulate matter, air louvers influence particle deposition in the rest of
the HVAC system by altering the type and amounts of air contaminants introduced into

the system.



Filtration in HVAC systems has traditionally been designed to protect mechanical
equipment and not human health. Many common HVAC filters are inefficient for
particle sizes less than 10 pum (Hanley ef al., 1994). Bypass of air around filters has been
observed, but rarely quantified. It has been estimated that 15% of the provided air does
not pass through filters in a typical building (Ottney, 1993). Such filter bypass flow,
which could transmit particles of all sizes, is expected to increase as the pressure drop
across the filter increases from usage. Return air ducts usually carry unfiltered indoor air.
Thus, a broad distribution of particle sizes is expected to be present in both supply and

return ducts.

Heating or cooling of supply air is usually accomplished by passing air through a fin-and-
tube type heat exchanger. Such heat exchangers are potentially important sites for
particle deposition (Siegel, 2002). They are designed to promote efficient heat exchange,
and mass transfer tends to be high in systems with high heat transfer. Fouling induced by
particle deposition on heat exchanger surfaces can decrease the effectiveness of heat
transfer, degrading temperature control and increasing operating costs through the need
for a lower temperature coolant (or warmer heating fluid). In addition, when the supply
air is cooled below its dew point, water condenses from the air stream. Condensed water
can reduce the size of airflow channels in the heat exchanger and alter particle deposition.
If not properly drained, condensed water and the wetted surfaces in the HVAC system
can become sites for microbial growth. Subsequent release of bioaerosols, such as mold

spores, can constitute another source of particles in the ducts.



1.3.2 Supply fan and ventilation ducts

After being heated or cooled, air is distributed through the supply ducts by the supply fan.
Particles can deposit on the fan housing and fan blades and, in the case of severe fouling,
impede its performance. As particles deposit on filters, heat exchangers and ducts, the
resistance to airflow through these systems may increase. For a constant air supply rate,
increasing the airflow resistance increases the pressure drop along the duct, causing the
fan to consume more energy; the magnitude of this increased energy consumption

depends on the specific performance conditions of the fan.

Increasing the flow resistance can also reduce the rate at which air is delivered to the
indoor space. Such a reduction in flow rate commonly leads to decreased fan energy use
(Parker et al., 1997). Particle deposits that alter the airflow and pressure drop in a duct
system will also influence the duct leakage rate and the overall rate of energy use by the
HVAC system through the rate at which energy is lost by conduction through duct walls.
Thus, the effect of particle deposits on overall HVAC system energy consumption is

uncertain in both sign and magnitude and is likely to be HVAC system dependent.

Ventilation duct systems usually consist of a very large duct after the supply fan that
branches several times into successively smaller diameter ducts to deliver air to a variety
of locations within the building. Duct branches, bends and reducing sections are required
to achieve proper air distribution and maintain air velocities. Most ducts are fabricated
from sheet metal, but the smallest ducts that lead to supply registers are often made of

flexible aluminum or Mylar to allow for easier installation. A length of duct is made up
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of several short sections connected in series by various fittings. These fittings can serve
as sites for local particle deposition. Air may leak through the joints between duct
sections and through seams resulting from duct fabrication. Studies of duct leakage in
California buildings have found average leakage rates in supply ducts as a percentage of
the system flow rate at the inlet to be 25% in light commercial buildings (Levinson ef al.,
1997) and 10-20% in large commercial buildings (Fisk et al., 1999). Particles will exit
ducts with leakage air in positively pressured (supply) ducts and enter ducts through leaks

in negatively pressured (return) ducts.

Ideally, duct surfaces should be kept clean and dry; however, even new ducts may be
soiled from storage prior to installation and debris from the building’s construction phase.
In addition, new steel ducts have been identified as sources of VOCs in indoor air from

residual oils left from the original machining and fabrication (Pasanen ef al., 1995).

Airflow through ventilation ducts is turbulent, and particles can deposit on ducts owing to
interactions with this turbulence, by gravitational settling, and by other mechanisms.
With usage, ducts have been observed to accumulate particulate deposits on their interior
surfaces. Wallin (1994) observed that such deposits could reduce the amount of air
flowing through ducts, especially small diameter ducts, and thus could degrade the
performance of the ventilation system. Previous measurements of the density of dust
deposits on the floors of ventilation ducts in office buildings and schools and the inferred
dust accumulation rates are presented in Table 1.1. General consistency among studies is

observed for the mean and range of both the deposit density and accumulation rates,
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despite variability in the methods used and in the building location and age. The size
distributions of such deposited dusts have not been measured, but the total mass of the
deposits in all cited studies is likely to have been dominated by very large particles,
debris and fibers. Measurement of deposit density has been shown to vary depending on

the method used for quantification (Holopainen et al., 1999).

Duct cleaning is an increasingly common practice in both residential and commercial
buildings. It can help maintain proper duct flow rates and provide a potential preventive
and corrective benefit for indoor air quality. Duct cleaning businesses in the US are
certified by the National Air Duct Cleaners Association (NADCA), which has developed
standards and methods for duct cleaning and cleanliness measurement. The maximum
deposit density for a duct to be considered clean is 0.1 g/m” based on a vacuum-and-

filter-cassette method (NADCA, 1992).

1.3.3. Duct components and terminal devices

Ventilation systems include duct components that locally modify airflow and offer
surface area for particle deposition. Fin-and-tube heating and cooling coils are often
installed at the end of the ducted distribution system to enable local thermostatic control
of air temperature. Turning vanes, dampers, variable air volume boxes and registers help
direct the air stream, control flow rates and distribute air properly. The presence of such

components and devices can alter the fate of particles that enter HVAC systems.
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1.4 Overview of the Research

The main objectives of this research were to determine particle deposition rates in
ventilation ducts and to determine the best methods for predicting these rates.
Knowledge of particle deposition rates in ventilation ducts is useful for modeling
exposures to particles within buildings and for more completely understanding particle
fates. To meet these objectives, laboratory experiments measuring particle deposition
rates were conducted in galvanized steel and insulated ducts for a variety of particle sizes
and air speeds. For both steel and insulated ducts, deposition rates were measured in
ducts where the turbulent flow profile was fully developed and in ducts where the
turbulent flow profile was developing, immediately after an inlet and immediately after a
bend. Deposition within duct bends and to duct connectors at joints between duct
sections was also measured. Published particle deposition models were compared to the
deposition rates measured in the experiments. Because mechanistic models
systematically and substantially underpredict deposition rates, an empirical model was
developed for simulating deposition to various locations in ventilation ducts based on the
experimental results. The empirical model was applied to predict particle losses from air
traveling through several supply and return duct runs. Factors that dominate particle

deposition in ducts were explored with the empirical model.

1.5 Outline of the Dissertation Contents
A significant body of literature exists on the topic of particle deposition from turbulent
flow. Chapter 2 provides an extensive review of both experimental and theoretical

investigations into the topic and considers the relevance of the published literature to the
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case of deposition in ventilation systems. Chapter 2 is long. If the reader is interested in
learning about the new experimental and modeling work, they are encouraged to read
only sections 2.1 and 2.2 to become familiar with parameters and terminology that are

used throughout the dissertation and then to skip to Chapter 3.

To better understand particle behavior in ventilation ducts, two sets of laboratory
experiments were conducted, one in a galvanized steel duct system and one in an
internally insulated duct system. In both sets of experiments, deposition rates of
fluorescent monodisperse particles to duct surfaces were directly measured at several
locations along the experimental duct system. Ducts where deposition was measured
were horizontal and had a square cross section measuring 15.2 cm on a side. Deposition
rates were measured in straight ducts with a fully developed turbulent flow profile, in
straight ducts with a developing turbulent flow profile, in 90° duct bends and to duct
connectors at duct junctions. In straight ducts, deposition was measured separately to the
duct floor, wall and ceiling. Deposition at duct connectors was only measured in the steel
system and duct bends in the insulated system were not internally insulated. In the steel
system, experiments were performed with 1, 3, 5, 9 and 16 um diameter particles at
nominal air speeds of 2.2, 5.3 and 9.0 m/s. In the insulated system, experiments with
nominal particle sizes of 1, 3, 5, 8 and 13 pm were conducted at nominal air speeds of
2.2,5.3 and 8.8 m/s. In Chapter 3, the experimental apparatus and methods for studying
deposition in both duct systems are described in detail. Results are presented for
measurements made in straight ducts with fully developed turbulence in both the steel

and insulated systems. The influence of particle size, air speed, surface orientation and
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surface type on measured deposition rates is discussed. In Chapter 4, results of
measurements made in the straight duct sections with developing turbulence, in 90° duct
bends and at duct connectors are presented. Variations in deposition rate with location

within the duct system for a given particle size and air speed are discussed.

In Chapter 5, the experimental results are compared to deposition predictions from
published models. Factors that could explain differences between measured deposition
rates and model predictions are explored. Empirical equations for predicting particle
deposition in ventilation ducts based on the experimental results are developed. In
Chapter 6, these empirical equations are applied to several supply and return duct runs
whose characteristics are based on sampling real buildings to determine the range of
expected particle losses expected when air travels through ventilation ducts. These
empirical equations are coupled with indoor particle deposition model and information
about filter efficiencies to predict the ultimate fates of particles drawn into an archetypal
mechanically ventilated building at its outdoor air intake. The ultimate fates of particles
released indoors are also considered for cases with different duct losses and HVAC
filtration status. The implications of this modeling effort to HVAC operation and

maintenance and to human exposure to particulate material are discussed.

A summary of the research findings is given in Chapter 7 and opportunities for further
research in this field are discussed. Appendix A describes methods used to estimate the
surface roughness of the experimental ducts used in these studies. Appendix B presents

data regarding the performance of isokinetic nozzles and a specially designed shrouded
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anisokinetic nozzle when sampling from ventilation duct flows. Temperature, pressure
drop and relative humidity measurements made during experiments are presented in
Appendix C, and thermophoretic effects in the experiments are discussed. Methods for
calculating measurement variability and experimental uncertainty are documented in

Appendix D.

16



Table 1.1 Measured densities of dust on duct floors in office buildings and schools.

Number Mean (range) Accumulation rate
Investigator of samples (g m’?) (g m'zy'l)
Valbjorn et al. (1990) NR 6.8 (1.1-51) 0.7
Laatikainen et al. (1991) 27 18 (3.6-140) 2.3 (0.5-13)
Pasanen et al. (1992) 44 11 (1.2-58) 3.5(1.2-8.3)
Pasanen (1994) 44 13 (1.2-160) 1.0
Fransson (1996) 15 4.0 (1.7-12) 0.2-0.3
Ishikawa et al. (1996) 6 10 (2.0-19) NR
Bjorkroth (1999) 15 4.1 (0.04-11) NR
Collet et al. (1999) 21 12 (0.1-59) NR
Luoma et al. (1999) 17 6.5 (0.7-47) 0.6 (0.1-5.9)

NR = Not reported
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CHAPTER 2

Literature Review of Particle Deposition from Turbulent Flows

2.0 Abstract

This chapter reviews published experimental and theoretical investigations of particle
deposition from turbulent flows and considers the applicability of this body of work to
the specific case of particle deposition from flows in the ducts of heating, ventilating and
air conditioning (HVAC) systems. Particle deposition can detrimentally affect the
performance of HVAC systems and it can influence the exposure of building occupants

to a variety of air pollutants.

Following a brief introduction (section 2.1) and the definition of key parameters (section
2.2), section 2.3 reviews published experimental investigations of particle deposition
rates from turbulent flows and considers the ramifications of the experimental evidence
with respect to HVAC ducts. Section 2.4 considers the structure of turbulent airflows in
ventilation ducts with a particular emphasis on turbulence investigations that have been
used as a basis for particle deposition models. Published literature on predicting particle

deposition rates from turbulent flows is reviewed in section 2.5.

A large quantity of experimental data regarding particle deposition from turbulent flows
has been collected using a range of techniques of varying quality. Nearly all of these data

have been collected from straight tubes or ducts with a fully developed turbulent flow
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profile and the data are widely scattered. Most of the data of acceptable quality have
been collected from tubes or ducts with hydraulic diameters much smaller than ducts in
typical HVAC systems. Particle deposition from turbulent flow with a developing flow
profile has not been systematically investigated and only two investigations of deposition
from turbulent flow through bends have been published. Developing turbulent flow

profiles and bends are common in HVAC ducts.

Owing to the large number of investigations into particle deposition from turbulent flow,
much is known; however, the direct applicability to the case of particles in HVAC ducts
is limited. Particle size, turbulence intensity and the roughness and orientation
(horizontal or vertical) of the deposition surface are parameters that control deposition
rates and all of these factors are likely to be pertinent in HVAC ducts. Particle diameters
of concern in HVAC ducts range from about 0.003 to 30 um and deposition rates are
known to vary strongly in this range. Friction velocities in HVAC ducts are likely to be
in the range 0.1-1 m/s and variations of turbulence intensities in this range are likely to
influence deposition rates. Both microscale surface roughness (from less than 1 micron
up to hundreds of microns) and macroscale roughness (about 1 mm and larger) have been
demonstrated to enhance deposition relative to the case of a smooth deposition surface.
Microscale roughness intrinsic to the duct material, or due to corrosion or previous
deposition of particles, and macroscale roughness from thermal insulation, joints between
duct sections and debris are all potentially important in HVAC ducts. The floors of
horizontal ducts are likely to experience higher rates of deposition than vertical duct

walls or horizontal duct ceilings owing to the influence of gravity on large particles.
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With respect to deposition in HVAC ducts, the overall experimental data set is most
lacking in information regarding the influence of developing turbulent flow profiles,

microscale roughness and duct bends on particle deposition.

Particle deposition from turbulent flow depends on the nature of the turbulent flow field.
Interactions between particles and air turbulence frequently determine deposition rates.
Properties of turbulent flow that have been incorporated into particle deposition models
include the fluctuating velocity component normal to the wall and the eddy viscosity.
Coherent structures in near-wall turbulence such as low-speed axial streaks, near-wall
streamwise vortices, bursts and downsweeps have been theorized to be important for the
deposition of certain sized particles. A representative fraction of experiments and
numerical simulations investigating these turbulent properties and structures are
described. Turbulence near both smooth and rough walls is addressed; however,
investigations into turbulence near smooth walls are more substantial and consistent in
their findings. These descriptions of turbulent flow provide a foundation for
understanding particle deposition models and the results of numerical simulations of

particle deposition from turbulent flows.

Four broad methods of predicting particle deposition rates are found in the literature:
empirical equations, Eulerian models, sublayer models and Lagrangian simulations.
These methods usually require information about the particle size and density, as well as

the air speed and dimensions of the duct containing the flow. Deposition rates are most
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commonly reported in the form of the dimensionless deposition velocity, V", versus the

dimensionless relaxation time, 7', a measure of particle inertia.

Empirical equations are simple best fits to experimental data and are easy to apply. They
can be combined and applied to a broad range of particle sizes and they can be applied to
both vertical and horizontal deposition surfaces. They are of limited value for rough
deposition surfaces because of sparse experimental data. Empirical equations are the
only predictive method that has been developed for deposition from turbulent flow in
bends. While offering little fundamental understanding, certain empirical equations can

be applied to aspects of particle deposition in HVAC ducts with reasonable confidence.

Eulerian models include gradient diffusion models, free-flight models and turbophoretic
models, all of which are quickly solvable with current computing power. Gradient
diffusion models, when applied with reasonable assumptions, are unlikely to perform
well over the full range of particle sizes for deposition in HVAC ducts. Some free-flight
models achieve success in predicting particle deposition rates through a combination of
theory and empiricism. Free-flight models as presented in the literature are solely
applicable to vertical deposition surfaces, though they could be adapted to horizontal
surfaces. Some free-flight models have achieved moderate success predicting deposition
to rough surfaces by a very simple method. Recommended free-flight models may yield
reasonable predictions in HVAC ducts, but there is little advantage to these models over
the recommended empirical equations. Turbophoretic models are a significant

improvement over gradient diffusion and free-flight models and are the models that are
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most appropriate for application to HVAC ducts. These models are applicable to vertical
and horizontal surfaces over the entire range of particle sizes. Turbophoretic models are
able to account for a broader range of particle transport mechanisms than other Eulerian
models. They achieve good agreement with the trends and magnitudes of experimental
data with only a small amount of empiricism. The same simple method of accounting for

surface roughness is used in turbophoretic models as in free-flight models.

Sublayer models are semi-Lagrangian models that can be solved rapidly with current
computing power to give reasonable predictions of particle deposition to vertical and
horizontal surfaces. To account for surface roughness, some sublayer models apply a
similar method as the simple method used in free-flight models. Some of these models
achieve reasonable agreement with the magnitudes of experimentally observed deposition
rates and recommended sublayer models may be applied to the case of deposition in

HVAC ducts with reasonable expectations about their performance.

Lagrangian simulations of particle deposition have included those conducted in simple
modeled turbulent flows to highly detailed flows generated by large eddy simulation
(LES) and direct numerical simulation (DNS). Lagrangian simulations are often
considered ‘numerical experiments’ because the results are for discrete particle sizes and
specific to the numerically simulated flow conditions, much like physical experiments.
The results of Lagrangian simulations are valuable for informing expectations about
deposition in HVAC ducts; however, the high level of computational power required by

these simulations makes them unsuitable at present for predicting deposition rates under
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the variety of conditions found in buildings. These simulations provide vast amounts of
information on the forces acting on particles, particle velocities and particle deposition
rates and offer insight into the factors that contribute to experimental uncertainty. Results
from Lagrangian simulations of particle deposition generally agree with the trends and
magnitudes observed in experiments. The single reported Lagrangian simulation to
consider deposition surface roughness resulted in the same trends as observed in

experiments and in Eulerian models using similar methods.

Turbophoretic models are the best means of predicting particle deposition rates in HVAC
ducts. They offer accuracy similar to other models; however, they offer greater
versatility in application and are based on physically realistic assumptions.
Turbophoretic models have two main limitations when being applied to HVAC ducts that
are common to other models as well. First, the models assume a fully developed
turbulent flow profile which not appropriate throughout HVAC systems. Second, the
method of accounting for surface roughness is somewhat simplistic and corroborated by
only a single data set. While models do capture the broad trends seen in experiments,
they can deviate markedly from observations. In general, existing modeling approaches
and empirical data are not sufficient to reliably predict particle deposition in HVAC
ducts. Overall, obtaining accurate input information for predicting particle deposition

rates is a concern regardless of the type of predictive method used.
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2.1 Introduction

There is widespread interest in the deposition of particles from turbulent airflows due to
its applicability in such diverse fields as aerosol sampling, inhalation toxicology,
atmospheric transport and fate of pollutants, air cleaning and semiconductor
microcontamination. The focus of this dissertation is on one important application of
particle deposition from turbulent airflows, evaluating particle losses in ventilation ducts.
Numerous reviews of turbulent particle deposition experiments and theories exist (Kneen
& Strauss, 1969; Owen, 1969; Sehmel, 1980; Papavergos & Hedley, 1984); however,
several advances have been made since the most recent summary. Investigations into this
topic in the literature have utilized three main methods: physical experiments, Eulerian

modeling, and Lagrangian simulations.

Section 2.2 defines several parameters useful for discussing particle deposition from
turbulent flows. Section 2.3 reviews published experimental investigations of particle
deposition rates from turbulent flows. Studies conducted in straight tubes and ducts are
discussed, then experiments performed in tube bends are considered. The relevance of
the overall data set to HVAC ducts is discussed in the last part of this section. Turbulent
duct flows are discussed in section 2.4. Empirical equations, Eulerian models and
Lagrangian simulations predicting particle deposition rates from turbulent flows are

discussed in section 2.5.

2.2 Definition of Parameters

The deposition velocity, V;, of a particle to a duct surface is defined as
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Vi=o— 2.1)

ave

where J is the time-averaged particle flux to the surface (mass or number per area per
time) and C,,. is the time-averaged airborne particle concentration in the duct (mass or
number per volume), usually evaluated at the centerline of the flow. Among other

factors, the deposition velocity is a function of particle size.

Penetration through a duct is defined by

Cou
Pduct = C : (22)

m

where C,,, and C;, are the flow weighted average particle concentrations at the outlet and
inlet of the duct, respectively. If the deposition velocity is known for a given particle
size, and deposition to the duct interior is uniform (or the deposition velocity is
interpreted as the area-weighted average over all surfaces), then the penetration of that
particle size through a straight duct section is related to the deposition velocity as

follows:

—4LV
Pduct = CXI{D 4 J (23)

where L is the duct length, U,,. is the average air speed and Dj, is the hydraulic diameter

of the duct defined as

44
D, =— (2.4)
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Here, A is the cross sectional area of the duct and P is the perimeter of a section through

the duct, normal to the direction of flow.

Turbulent duct flows can be characterized in part by their turbulence intensity as

measured by the friction velocity, u’, which is defined as

M* = \lTw/pa (25)

where 7,, is the shear stress at the duct wall and p,, is the air density. Assuming that the
wall shear stress is uniform inside the duct, a balance of pressure forces and shear stress

forces in the duct leads to this relationship:
u =Uue /2 (2.6)
where f'is the Fanning friction factor. For a fully developed turbulent flow, f'is given by

_AP_ D,
AL2p,U?

ave

f (2.7)

where AP/AL the pressure drop per unit duct length. The friction velocity may be
determined experimentally for a known air velocity and hydraulic duct diameter by
means of measuring the pressure drop and by applying equations (2.6) and (2.7).
Alternatively, empirical expressions may be used to calculate the friction factor. For a
smooth-walled flow, the Blasius equation or the von Karman correlation may be used to

estimate the friction factor.

Blasius: 7/ =0.0791-Re ™% (2800 < Re < 10°) (2.8)

von Karman: 1/\/7 = 4.0log(Re\/7)— 0.4 (2800 <Re <3.2x10% (2.9)
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Here, Re is the Reynolds number of the duct flow calculated by

Re = 2ime (2.10)
v

where v is the kinematic viscosity of the air. For turbulent flow past smooth walls, the
friction at the surface results from viscous drag. For rough walls, form drag on the
roughness elements may be an important contributor to the total friction. If the mean

microscale roughness height is &, the dimensionless roughness height, k', is defined by

*

=t 2.11)
1%

Schlichting (1979) defined three regimes of flow resistance for turbulent flow in rough

pipes:
hydraulically smooth regime: kT <5
transition regime: 5<k"<70
completely rough regime: k™ >70

In the hydraulically smooth regime, roughness elements are submerged in the nearly
laminar layer near the wall and roughness does not significantly influence the friction of
the flow. In this case, the friction factor depends only on viscosity (through Re) as seen
in equations (2.8) and (2.9). As k" grows to greater than 5, a portion of the roughness
elements protrude into more turbulent flow and form drag on these elements increases the
flow resistance relative to a smooth wall. In this case, the friction factor is observed to
depend on both the air viscosity and on the relative roughness height, &/Dy. In the
completely rough regime, roughness elements protrude far into the turbulent flow and

dominate the flow resistance so that the friction factor no longer depends significantly on
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viscosity, rather it depends on the relative roughness height alone. Equations for
computing the friction factor of flows through ducts with rough walls are provided in
Table 2.1. These equations strictly hold only for closely-packed, sand-grain type
roughness elements. For differently shaped or more widely spaced roughness, an
equivalent sand-grain roughness can be defined, but it must be determined
experimentally. For very large roughness elements like grasses, friction velocities are
usually determined based on measurements of the velocity profile far from the wall, in

the logarithmically varying region of the flow.

The friction velocity in a smooth-walled duct is typically about 5% of the average
velocity; in rough walled ducts, the friction velocity is a slightly greater proportion of the
mean flow. The range of friction velocities expected in ventilation ducts is about 0.1-1.0
m/s. In terms of flow resistance, most clean steel ducts are expected to be in the
hydraulically smooth regime. Ducts with roughness caused by deposits, corrosion or
insulation are likely to be either in the hydraulically smooth regime or the transition
regime, although the completely rough regime may be approached in some cases with
large roughness elements and high friction velocities. The equivalent hydraulic
roughness of fiberglass duct insulation has been estimated to be 3.0 mm, meaning most
flows through insulated ducts are expected to be in the transitional or completely rough

regime (ASHRAE, 1995).

The dimensionless particle deposition velocity is defined by normalizing the deposition

velocity with the friction velocity:
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Vi=—%= - (2.12)

In studies of particle deposition from turbulent flow, it is common to investigate the
relationship between the dimensionless particle deposition velocity and the dimensionless
particle relaxation time. The dimensional relaxation time of a particle, z,, is the
characteristic time for a particle velocity to respond to a change in air velocity. It may be

calculated for spherical particles in the Stokes flow regime as follows:

C.p,d,
T :@ (2.13)
P 18u

where C. i1s the Cunningham slip correction factor, p, is the particle density, d, is the
particle diameter and y is the dynamic viscosity of air. The slip correction factor can be

estimated by the expression

C. :1+Kn{1.257+0.4exp[— QH (2.14)
Kn

where the Knudsen number, Kn, is

Kn =22 (2.15)

and 4 is the mean free path of gas molecules, equal to 0.065 pm at a temperature of 25 °C

and atmospheric pressure.

Turbulent eddies in duct flows display a wide range of length scales, with the largest
eddies limited by the duct dimensions and the smallest limited by the dissipative action of

molecular viscosity. Smaller eddies tend to be shorter lived while larger eddies persist
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for a longer time before disappearing. The smallest eddies in a flow are those near the

walls and their average lifetime may be estimated by

r, =v/u” (2.16)

Because deposition happens at walls, particle interactions with near-wall eddies are
potentially important in determining deposition rates. A dimensionless particle relaxation
time, 7', can be defined by comparing the particle relaxation time to the timescale

associated with the near-wall turbulent eddies

%2
r, C.p,diu
T+=T_P=0‘1’§Tf; (2.17)

In general, particle motion is only affected by eddies with durations at least as long (in a
magnitude sense) as the particle relaxation time. Particles do not have sufficient time to
respond to the shorter lived eddies. A value of 7 < 0.1, indicates that a particle is able to
fully respond to even the smallest turbulent eddies. In this case, the particle is expected
to closely follow all turbulent air fluctuations. A particle with 7* > 10 will be relatively
unaffected by the small near-wall eddies and will only be significantly affected by larger
eddies further from the wall. The motion of particles with relaxation times close to the
lifetime of the near-wall eddies, 0.1 < 7" < 10, is expected to be heavily influenced by
these eddies, with instantaneous particle velocities equilibrating with, but then
disengaging from, the local air velocity. Consequently, such particles frequently shoot

ahead of or lag behind the near-wall eddies.
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Considering particles in the diameter range 0.003-30 um, expected values of 7" span from
about 10 for a 0.003 pm particle in a flow with low turbulence, up to about 100 for a 30

um particle in a highly turbulent flow.

For particle deposition to smooth, vertical walls, the dimensionless deposition velocity is
expected to be a nearly unique function of the dimensionless relaxation time. In the case
of rough deposition surfaces, the dimensionless deposition velocity can also be strongly
influenced by the shape and magnitude of the roughness elements. Electrical and thermal
forces can also significantly influence the dimensionless deposition velocity, as can

gravitational forces in the case of a non-vertical deposition surface.

2.3 Review of Experimental Data

2.3.1 Straight tubes and ducts

Many experimental investigations have been conducted that pertain to particle deposition
from turbulent airflow through ducts. Major factors that have been observed
experimentally to influence depositions rates include particle size, degree of air
turbulence, surface orientation with respect to gravity and roughness of the deposition
surface. The best experimental investigations are those that employ a monodisperse
aerosol, have a well characterized air flow and deposition surface, and directly measure
deposited particles at surfaces. These conditions are satisfied by only a small fraction of
the studies. This review is limited to papers reported in English. It is further limited to
investigations in which sufficient information was reported so that deposition rates could

be associated with specific particle sizes for a given deposition surface.
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Experimentally measured particle deposition velocities from turbulent flows have
historically been presented as plots of V;" versus 7. Figure 2.1 is such a plot showing
most of the published data for particles depositing from flow through vertically oriented
tubes of small diameter. This figure illustrates the importance of particle size, as
measured by 7', in determining particle deposition. The data of Shimada et al. (1993) for
deposition from a horizontal tube is included so as to extend the lower range of 7" and to
illustrate the trends in deposition as 7 becomes very small. (The effect of gravity on
deposition from this horizontal flow is expected to be negligible owing to the very small

particle sizes, d, = 0.01-0.04 pm, used in these experiments.)

Following the terminology of Wood (1981b), the data in Figure 2.1 are divided into three
regimes: the diffusion regime, the diffusion-impaction regime, and the inertia-moderated
regime. Although the data are broadly scattered in this plot, trends are still clearly
visible. Very small particles, those in the diffusion regime, have small inertia and follow
all turbulent eddies. Their transport to surfaces depends mostly on Brownian and
turbulent diffusion. In a typical HVAC duct flow, turbulent diffusion is much stronger
than Brownian diffusion, except extremely close to the duct wall where turbulent
fluctuations decay to zero. The dimensionless deposition velocity decreases as "
increases in the diffusion regime because of the decrease in Brownian diffusivity as
particle size increases. In the diffusion-impaction regime, particles follow turbulent air
fluctuations less faithfully and may shoot ahead of or lag behind eddies near the wall.

Hence, through this interaction between particle inertia and turbulent eddies, particles
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may deposit without relying on Brownian diffusion to make the final step to the surface,
and V" increases substantially, even for relatively small increases in 7. For the largest

particles, those in the inertia-moderated regime, the dimensionless deposition velocity is
observed to level off and become nearly independent of z". In this case, particles are too
large to respond to the rapid fluctuations of near-wall eddies and transport to the wall by
turbulent diffusion is weak. These particles reach the wall through momentum imparted

by large eddies in the core of the turbulent flow.

The wide scatter among the data in Figure 2.1 is in part a testament to the difficulty of
obtaining accurate experimental data in even the simplest turbulent flow. In the
diffusion-impaction regime particle deposition scales in rough proportion to dp4. Thus,
small errors in particle sizing or small amounts of polydispersity in the aerosol can lead
to large errors in properly interpreting the experimental results. In addition, the character
of the deposition surface and its roughness, even on the scale of a few microns, may
strongly influence deposition. Unfortunately, the roughness of deposition surfaces has
rarely been measured and reported in experimental studies. Other factors that may
contribute to the data scatter are differences in particle density, differences in method and
data quality from different investigators and differences in the magnitude of the lift force
between vertical upward flow and downward flow (Fan & Ahmadi, 1993).
Thermophoretic and electrophoretic forces may also influence particle behavior
unbeknownst to the investigator. Furthermore, particle bounce or resuspension have

occasionally been observed in some investigations and accounting for these processes is

difficult.
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2.3.2 Details about experiments in straight tubes and ducts

Tables 2.2-2.6 summarize the characteristics of the ducts, particles and methods used in
most of the published experimental studies on aerosol deposition from turbulent duct
flows. Tables 2.2 and 2.3 respectively summarize experiments conducted in horizontal
and vertical tubes with hydraulic diameters /ess than 2.7 cm. Tables 2.4 and 2.5
respectively summarize studies in horizontal and vertical tubes with hydraulic diameters
greater than 2.7 cm. Table 2.6 explains the codes used to describe the experimental

methods in the columns labeled ‘Methods & comments’ in Tables 2.2-2.5.

Methods for experimentally determining particle deposition velocities vary widely, but
two broad schemes are available. The first method involves direct measurement of the
airborne concentration and the particle flux to the surface followed by calculation of the
deposition velocity according to equation (2.1). Methods a, b and ¢ in the column
entitled ‘Methods & comments’ in Tables 2.2-2.5 are variations of this technique. The
principal alternative method is to measure airborne particle concentrations in the duct at
upstream and downstream locations and infer the deposition velocity by equations (2.2)
and (2.3). This is method d in Tables 2.2-2.5. The fluorometric, radioactive and
microscopic techniques of methods a-c are much more sensitive and reliable for
determination of deposition velocities than method d. When using method d, small errors
in measuring penetration can lead to large errors in calculating the deposition velocity,
especially for particle penetrations near zero or one. Also, particle loss mechanisms other

than deposition to duct walls may influence the interpretation of data collected by method
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d. Those methods in which deposition flux is measured directly are far less susceptible to
these types of errors. Data collected by method d often exhibit low reproducibility (e.g.,

Lee & Gieseke, 1994) and are rarely of high quality.

Measurement of airborne concentrations in duct flows usually involves filter sampling or
quantification by a particle counting device, though alternative techniques (methods w, x
and z in Tables 2.2-2.5) have been implemented. As a rule, isokinetic sampling should be
used to deliver a sample to the filter or particle counter, especially for particles larger
than 2 um. Often in these experiments, the ducts were too small to accommodate a
sampling probe and the entire air stream was sampled to determine the concentration.
Uncertainties in concentration measurements may arise from anisokinetic sampling,
deposition losses in transport lines, intrinsic uncertainties of particle monitoring
equipment and laboratory analytical errors. Isokinetic sampling or absolute filtration
coupled with fluorometric or radioactive techniques (methods ¢ and u) are likely to yield
the most reliable results. Microscopic counting of filter samples may yield high quality
results as well, but is likely to be more susceptible to errors by the investigator. Where
fluorometric, radioactive or microscopic techniques were used for surface flux
determination, the same technique was used for filter sample analysis. Concentrations
measured by particle counters generally have a larger uncertainty than filter samples
owing to variations in device performance, the increased potential for transport line

losses and the difficulty of achieving isokinetic sampling with a constant flow pump.
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Accurate determination of particle size is important. The dimensionless relaxation time
is proportional to dpz, and V" is observed to be approximately proportional to dp4 in the
diffusion-impaction regime. Thus, small errors in sizing can translate into large errors in
measured deposition rates. Comments labeled f~m in the tables refer to the method of

particle sizing used in an experiment.

The duct material, duct diameter, roughness and flow orientation all play a role in
determining particle deposition from a duct flow. A horizontal rectangular duct has three
distinct internal surfaces: the floor (upward facing), the wall (vertically oriented) and the
ceiling (downward facing). For particles larger than about 0.1 pm, deposition velocities
to these surfaces are expected to differ owing to the influence of gravity. Particles in
horizontal ducts of round cross section are expected to deposit in a similarly nonuniform
manner as in rectangular ducts. In a vertical round duct, all surfaces are the same and
deposition is expected to be uniform over the entire internal perimeter. Nearly all
investigations in horizontal flows have examined deposition only to the duct floor; only
Sehmel (1973) looked at differences in deposition to the duct floor and ceiling. In cases
where deposition velocities are inferred from concentration measurements (Adam et al.,
1996; Cheong, 1997), the deposition surface must be considered to include the entire
internal perimeter of the duct and information on differences in deposition to distinct
surfaces is inaccessible. Deposition surface materials have included a variety of metals
and plastics, as well as glass. Electrostatic effects may influence deposition when the
surface is nonmetallic, especially when steps have not been taken to neutralize the test

aerosol (comment 7 in Tables 2.2-2.5).
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Surface roughness may be divided into microscale roughness, with average roughness
heights much less than a millimeter, and macroscale roughness, referring to roughness
elements on the order of a millimeter or larger. Theoretical (Browne, 1974; Wood,
1981a; Fan & Ahmadi, 1993; Li et al., 1994) and experimental (El-Shobokshy, 1983;
Wells & Chamberlain, 1967; Lai, 1997) evidence suggests that both roughness scales
influence particle deposition. All real materials possess microscale roughness, and this
has rarely been quantified in deposition experiments. Ducts with significant microscale
roughness are often hydraulically smooth. Because Brownian diffusivities of particles
are much smaller than the molecular viscosity of air, the particle boundary layer is much
thinner than the aerodynamic boundary layer. Therefore, microscale roughness elements
can influence particle deposition even in hydraulically smooth flows. When particle
deposition is the concern, quantification of surface roughness is needed rather than
simple classification of the surface as hydraulically smooth. Macroscale roughness, in
the form of fibers or grasses (Chamberlain, 1967; Wells & Chamberlain, 1967; Sehmel,
1970a), repeated ribs (Chamberlain et al., 1984; Hahn ef al., 1985; Lai, 1997) and
uniform three-dimensional elements (Lai, 1997), has been more frequently characterized
and its influence on deposition more systematically investigated. Roughnesses reported

in Tables 2.2-2.5 include both microscale and macroscale conditions.

On occasion, researchers have seen fit to apply a coating of petroleum jelly, viscous oil or
similar tacky substance to the deposition surface to prevent particles from bouncing upon

impact or from becoming reentrained into the flow after depositing. These surface
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treatments have allowed some researchers to assess the role of particle bounce or
reentrainment in their experiments. The way such coatings may influence deposition
from the standpoint of microscale roughness is not apparent. Evidence of particle bounce
or reentrainment has been observed in some experiments (Friedlander & Johnstone, 1957,
Postma & Schwendiman, 1960; Chamberlain, 1967; Sehmel, 1968; Rouhiainen &
Stachiewicz, 1970). When observed, these phenomena have usually been greater for

larger particle sizes and higher air speeds.

Deposition of liquid droplets in annular flow has been frequently considered
experimentally. Annular flow consists of a thin liquid layer on the walls of a conduit
flowing concurrently with the air stream. Disturbances at the liquid-air interface cause
polydisperse droplets to be released into the air and it is the deposition of these droplets
back into the liquid layer that is studied. A review of experiments of droplet deposition
from annular flow is available (McCoy & Hanratty, 1977). Investigations of this type
were not included in this review because of the polydisperse aerosols and the poorly

characterized wave-like surface condition at the liquid-air interface.

2.3.3 Historical development of experiments in straight tubes and ducts

2.3.3.a Particle size and air velocity

The seminal experimental investigation into understanding particle deposition from
turbulent flows was conducted by Friedlander & Johnstone (1957). Their data showed
increased particle deposition with increases in air velocity and particle diameter for

particles in the diffusion-impaction regime. Subsequent measurements of deposition
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from small diameter tubes have confirmed these findings (Postma & Schwendiman,

1960; Sehmel, 1968; Liu & Agarwal, 1974).

Using glass tubes, Liu & Agarwal (1974) conducted experiments that are widely
considered the benchmark for particle deposition from turbulent flow because of the high
quality of their methods and the reproducibility of the data. The data are shown in Figure
2.2 along with those of El-Shobokshy (1983) and are observed to cover both the
diffusion-impaction and inertia-moderated regimes. The data of Liu & Agarwal clearly
show the large increase in deposition velocity with particle size in the diffusion-
impaction regime and a subtle decrease in deposition velocity as particle size increases in
the inertia-moderated regime. This leveling of dimensionless deposition velocities for

large values of 7 has been corroborated experimentally by Forney & Spielman (1974).

Wells & Chamberlain (1967) were the first to investigate deposition in the diffusion
regime. Their data confirmed the expected decrease in deposition with increases in
particle size within the diffusion regime until Brownian diffusion becomes negligible.
Chamberlain ef al. (1984) made a single observation of deposition in the diffusion
regime. Shimada et al. (1993) provided a larger data set of reasonable quality for
deposition in the diffusion regime, showing increasing deposition for decreasing particle

size. The data of Wells & Chamberlain and Shimada et al. are displayed in Figure 2.1.
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2.3.3.b Microscale roughness

El-Shobokshy (1983) explored deposition to surfaces with three different levels of
microscale roughness: smooth glass and brass machined to microscale roughnesses of 7
and 20 um (k"= 0.5 and 1.5). As shown in Figure 2.2, his data agree well with those of
Liu & Agarwal (1974) for the case of the smooth surface. Deposition to the roughened
surfaces was enhanced up to two orders of magnitude above the smooth case. The
deposition enhancement was greatest for the smallest particles studied. To date, this is
the only experimental investigation to systematically investigate the connection between

increases in microscale roughness and increases in particle deposition.

It should also be noted that Postma & Schwendiman (1960) saw either no difference in
deposition or slightly less deposition to ‘as fabricated’ and grit roughened’ surfaces as
compared to polished tubes in the diffusion-impaction regime. Sehmel (1968) classified
some pipes in his study as smooth or rough based on a visual inspection. In the two
reported experimental runs comparing smooth and rough pipes, the deposition rate to the
rough pipe was larger than to the smooth pipe in one case, and the deposition rates were
equal in the other case. Ilori (1971) estimated the size of roughness elements in his
experimental tubes by examining the surfaces under a microscope. The glass tube was
determined to be optically smooth, while the plastic and aluminum tubes were found to
have maximum roughness heights of about 5 um. Particles in the diffusion-impaction
regime had measured deposition rates to the rough surfaces that were equal to or up to
two times greater than those to the glass surface. It seems likely that microscale

roughness enhances deposition for some particle sizes, and the systematic inquiry by El-
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Shobokshy supports this viewpoint; however, investigations with more qualitative
assessments of surface roughness have found it to have much less of an impact on

deposition than indicated by the measurements of El-Shobokshy.

2.3.3.c Fibrous and macroscale roughness

Wells & Chamberlain (1967) studied particles in the diffusion and diffusion-impaction
regimes depositing to a hydraulically smooth brass surface and a surface with fibrous
roughness elements with an average length of about 100 um (kK ~ 3-10). From Figure
2.3, it can be seen that deposition to the fibrous roughness was up to three orders of

magnitude greater than deposition to the smooth brass surface.

Sehmel (1970a) investigated deposition of 6-14 um particles to 7 mm tall artificial grass
on the floor of a square duct (k" ~ 90-700). The results of this study are presented in
Figure 2.4, along with later results (Sehmel, 1973) for deposition to a smooth surface on
the floor of the same duct. Lines predicting particle deposition by gravitational settling to
a smooth floor at the three friction velocities of Sehmel’s 1973 experiments are also
included in the figure. Dimensionless deposition velocities are approximately equal for
both surfaces for larger particles. On the other hand, deposition to the artificial grass
surface is enhanced by about an order of magnitude over the smooth surface as particle
diameter decreases. This is similar to the trend observed by El-Shobokshy (1983) for

deposition to microscale roughness.
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Lai (1997) measured deposition of 0.7-7.1 um particles to surfaces with repeated rib
roughness and three-dimensional blocks on the floor of a duct and compared these values
to those for deposition onto the smooth floor of the same duct. Compared to smooth
surfaces, deposition velocities to surfaces with ribs were 2-3 times higher and those to
surfaces with three-dimensional blocks higher by a factor of 5-19. In addition, the
distribution of three-dimensional roughness blocks on the surface slightly influenced
deposition. Chamberlain et al. (1984) studied the effects of repeated rib roughness on the
deposition of large particles and Hahn et al. (1985) performed similar experiments for
small, diffusive particles. Effects of spacing between the ribs were unclear in both cases

and neither work compared deposition rates to a similar smooth surface.

2.3.4 Tube bends

Deposition in bend sections is potentially important, but it has rarely been investigated
experimentally under turbulent flow conditions. Only two experimental inquiries have
been conducted on aerosol deposition in bends with turbulent flow and these were both
conducted in very small diameter tubes. The conditions of these experiments are
summarized in Table 2.7. The interior surface roughness of the deposition tube was not

reported in either experiment. The bend ratio, R,, presented in the table is defined by

(2.18)

where R4 1S the radius of the bend measured at the centerline.
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Pui et al. (1987) investigated particle penetration through 90° bends in both laminar and
turbulent flow conditions, but only the turbulent flow results are discussed here.
McFarland et al. (1997) conducted experiments similar to those of Pui et al. in 90° bends
with a variety of bend ratios. These investigators found it most appropriate to present
their data as plots of bend penetration versus particle Stokes number as shown in Figure
2.5. The Stokes number is defined by

_ Ccpdeque _ 22-p(]ave
9uD, Dy

St

(2.19)

The data show a sharp decrease in bend penetration as the Stokes number increases from
near zero to one. The data of McFarland et al. in Figure 2.5 show that increasing the
bend ratio tends to increase particle penetration through the bend for a given Stokes
number, especially for bend ratios in the range 1-4. The data collected by Pui et al. at a
bend ratio of 5.7 show good agreement with the trends in the data of McFarland et al., but

the data of Pui ef al. suggest greater penetration at the higher Stokes numbers.

Figure 2.6 shows the data of Pui et al. (1987) and McFarland et al. (1997) in a plot of V"
versus 7~ along with the experimental data of Liu & Agarwal (1974) for particle
deposition in a straight tube collected under comparable conditions. Dimensionless
deposition velocities in these bends are observed to be greater than those in the straight
tube sections, in some cases by one to two orders of magnitude. Deposition velocities in
these experiments in tube bends are quite high and are potentially important in terms of

particle penetration through ducts. However, the tubes in which these experiments were
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conducted were of very small diameter and their relevance to the much larger diameter

duct bends in ventilation systems is uncertain.

2.3.5 Relevance of current data to deposition in ventilation ducts

Most of the experimental work conducted to date is not directly applicable to the case of
particle deposition from flow through HVAC ducts. Several studies have focused on
particle losses in aerosol sampling lines and have been performed in small diameter tubes
with air speeds and friction velocities much higher than those found in ventilation ducts.
Experiments in ducts with hydraulic diameters of 15 cm or larger, similar to those in
HVAC systems, have often focused on very large roughness elements not commonly
found in ventilation ducts. Few investigations have considered differences in deposition
to the distinct surfaces in horizontal rectangular ducts and no consideration has been
given to complex developing turbulent flows. Experiments using real HVAC materials
for the deposition surface are rare. However, the experimental information does provide
a mostly consistent picture that can lead to informed expectations of particle behavior in
HVAC systems. The overall data set places bounds on the expected deposition behavior
of particles in ventilation ducts and provides a foundation for understanding upon which

more detailed questions about particle behavior in turbulent flows may be investigated.

The data of Liu & Agarwal (1974) collected in vertical tubes have proven valuable for
evaluating the predictive capabilities of theoretical models and the data provide estimates
for expected particle deposition rates to vertical surfaces in HVAC systems. The finding

by Wells & Chamberlain (1967) of an increase in particle deposition to fibrous filter
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paper by orders of magnitude as compared to smooth brass leads to questions regarding
the analogous situation of deposition to fiberglass liners on duct interiors compared to
galvanized steel. The increases in deposition velocities with increases in microscale
roughness in the experiments of El-Shobokshy (1983) indicate that deposition in ducts
may be enhanced as duct surfaces corrode or as particles deposit to surfaces and thereby
contribute to microscale surface roughness. The deposition enhancement on two-
dimensional rib roughness compared to a smooth surface measured by Lai (1997) informs
expectations about particle deposition at joints between duct sections, where an internal

ridge is commonly present.

Experimental data with direct relevance to HVAC ducts are those that were collected in
ducts with hydraulic diameters greater than or equal to 15 cm without extremely large
roughness elements. All such data are presented in Figure 2.7. The deposition surface in
all of these experiments was the floor of a horizontal duct, except in the case of
Montgomery & Corn (1970) where the internal perimeter of a round horizontal duct was
the deposition surface. The data collected by Kvasnak et al. (1993) for irregularly shaped
particles flowing through a 15 cm wide and 2.5 cm high duct are included even though

the hydraulic diameter of this duct is somewhat smaller than the others.

The data in Figure 2.7 are not expected to follow the same deposition regimes illustrated
in Figure 2.1 because of the influence of gravity when deposition is to a floor surface.
Gravitational settling establishes a minimum deposition rate to floor surfaces. The data

in Figure 2.7 scattered; however, some of the scatter arises from the use of dimensionless
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parameters. When scaled by the friction velocity, equal deposition velocities have
different values of V;" for different turbulence intensities. In cases where the turbulence
intensity is low, particles deposit to floors at approximately the gravitational settling
velocity. Thus, the lower limit for deposition rates shifts in plots of ¥;" versus 7" as can
be seen by the gravitational settling lines in Figure 2.4. As the turbulence intensity
increases, particles may deposit at rates higher than the gravitational settling velocity as a

result of interactions with turbulent eddies.

The only work in the literature to investigate deposition in a horizontal duct to a surface
other than the floor is Sehmel (1973), who measured deposition rates to duct floors and
ceilings. No data are presented in the literature for deposition to the wall of a horizontal
duct. Muyshondt et al. (1996) report data for 20 um particles depositing to the walls of a
10.2 cm diameter vertical pipe, but their experimental techniques were not sensitive.
Notably, deposition rates measured by Muyshondt et al. were about an order of
magnitude higher than the data from Liu & Agarwal (1974). The data for deposition to
the floor and ceiling of a 61 cm square duct as measured by Sehmel (1973) are shown in
Figure 2.8. The measured deposition velocities to the ceiling were one to two orders of
magnitude lower than those to the floors. This figure also shows the variation in
dimensionless deposition velocities to floor surfaces with changes in the friction velocity

described in reference to Figure 2.4.

The investigations of Adam et al. (1996) and Cheong (1997) are both directly concerned

with particle deposition in HVAC ducts, but are of questionable value owing to the poor
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quality of the experimental methods and the unclear data reporting. Adam et al.
measured particle penetration through a horizontal square duct of 30 cm width by
monitoring upstream and downstream locations with infrared particle monitors. In
addition to studying a straight duct, particle penetration through a flow reducer, a single
90° duct bend, a double 90° bend and a flow damper positioned at four different angles
were measured. A polydisperse test aerosol was used and most data were presented as
least-squares fits of the percentage of particles penetrating the duct versus the flow rate.
The data of Adam et al. for the straight duct section is presented in the traditional method
of 7" versus ¥, in Figure 2.9. A particle diameter of 1.5 um was used to calculate
representative values of 7~ for the 0.5-2.0 um polydisperse aerosol. A comparison with
Figures 2.7 and 2.8 shows that hese data are clearly inconsistent with other data for
deposition to nominally smooth surfaces. Cheong used experimental techniques and data
reporting similar to Adam et al. when investigating the effect of the aspect ratio in
rectangular ducts on deposition of a polydisperse aerosol of unreported size distribution.
The data from Cheong for deposition in a 30 cm square duct are also shown in Figure 2.9
where, again, an average particle diameter of 1.5 um was assumed to enable presentation
of the data in this form. These data also seem inconsistent with previously observed
trends and the inconsistencies are likely to be a consequence of the unreliable methods
used. Other than Adam ef al., no data on particle deposition to ventilation duct

components are reported in the literature.

Most experimental determinations of particle deposition from turbulent flow have been

limited to deposition from fully developed flow in straight ducts, but a fully developed
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flow profile is frequently not the case in ventilation ducts. Deposition from turbulent
flow in bends and at duct branches has rarely been reported in the literature, and there are
no reports of such measurements in large-diameter ducts. Differences in deposition rates
from developing turbulent flow and flow with a fully developed turbulent flow profile
have been mentioned by some researchers, but have not been the subject of systematic
investigation. In most cases, deposition from the developing flow downstream of a duct
inlet has been observed to be greater than that in fully developed flow (Chamberlain,
1967; Sehmel, 1968; Ilori, 1971). Occasionally the opposite trend has been observed
(Friedlander & Johnstone, 1957; Liu & Agarwal, 1974). The effect has not often been

reported quantitatively.

The overall data set in the literature for particle deposition from turbulent flow has
addressed a broad range of experimental conditions. While results are often not directly
comparable, and measured particle deposition rates, even within individual data sets, are
frequently widely scattered, clear trends and broad consistency in the data can be
observed. Direct relevance of the data set to ventilation ducts is limited. Of all data of
reliable quality, only Sehmel (1973) and Lai (1997) have performed experiments in ducts
similar to those found in HVAC systems. Only Sehmel (1973) has reported differences
in particle deposition to the distinct surfaces in horizontal ducts. Air traveling through an
HVAC system typically traverses several bends and branches that alter flow conditions
from the fully developed state. No investigations have been reported regarding
deposition at these sites from ducts with sizes relevant to building ventilation systems.

There are no quantitative data on particle deposition from incompletely developed flows
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associated with inlet sections or flow after bends in large ducts. Complexities of air flow
through HVAC ducts and the surface character of insulated or used and soiled ducts are
two primary factors that set the real situation of particle deposition in ventilation ducts

apart from all previous experimental investigations.

2.4 Turbulent Airflow in Ventilation Ducts

Most models of particle deposition from turbulent flows have focused on particle
interactions with turbulent eddies in the near-wall region of the flow. The description of
near-wall turbulence in this section provides a basis for understanding the assumptions
and limitations of the deposition models discussed in section 2.5. The near-wall
turbulence phenomena described are the fluctuating wall-normal velocity component, the
eddy viscosity and organized vortices, bursts and downsweeps. Some key experiments
and numerical investigations regarding these phenomena are discussed for turbulent
flows near both smooth walls (section 2.4.1) and rough walls (section 2.4.2). A brief
discussion of secondary flows in rectangular ducts and in duct bends is provided in

section 2.4.3.

2.4.1 Description of turbulent flow near smooth walls

For particles in the diffusion and diffusion-impaction regimes, deposition is dominated by
particle behavior in a very thin region near the wall. An understanding of the structure of
turbulent duct flow very near the duct wall illuminates particle deposition behavior
observed both in experiments and in Lagrangian simulations. Very close to boundaries,

flow variables are expected to be independent of Reynolds number when
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nondimensionalized by the near-wall scaling variables, the friction velocity (") and the
kinematic viscosity (v). Dimensionless quantities, sometimes called wall variables and
signified by the + superscript, are formed by multiplying velocities by V', lengths by

u'/vand times by u */v.

2.4.1.a Fluctuating velocity component normal to a smooth wall
Fluid velocities in turbulent flows are unsteady and appear to fluctuate randomly.
Instantaneous velocity components in a turbulent flow can be expressed as a sum of the

mean velocity component and a fluctuating velocity component as follows

u=u+u' (2.20)
v=v+y (2.21)
w=w+w (2.22)

where u, v and w are the time-averaged mean velocity components in the x, y and z
(streamwise, wall-normal and spanwise for ducts) directions defined in Figure 2.10 and
u', v' and w' are the fluctuating velocity components in the corresponding directions.
These fluctuating velocity components play a significant role in the transport of heat,
mass and momentum in turbulent flows. In particular, interactions between particles and
the fluctuating air velocity component normal to the wall, V' in equation (2.21), were
suspected to control deposition to vertical surfaces in the earliest theories. A gradient in

the wall-normal fluctuating air velocity component leads to a turbophoretic drift of

particles toward a wall, as described later. The quantification of the wall-normal
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fluctuating velocity component was a point of disagreement amongst early particle

deposition theories.

Investigations into near-wall turbulence have been frequently conducted in four distinct
types of flows: turbulent boundary layers over a flat plate, channel flow, duct flow and
pipe flow. Channel flow is flow between two infinite parallel plates and can be
approximated experimentally in a duct with an aspect ratio (width:height) greater than
5:1. Duct flow refers to flow in a duct of rectangular cross-section that, for this
discussion, has an aspect ratio of less than 5:1. Pipe flow is defined as flow through a
tube of circular cross section. While each of these flows is distinct and may differ far
from the boundaries, the near-wall turbulence is expected to be similar in each case
because the flow in this region is dominated by the presence of a single proximate wall.

Flow in HVAC ducts can usually be classified as duct flow or pipe flow.

Techniques for experimental measurement of turbulent fluctuating velocity components
include hot wire anemometry (HWA), laser Doppler anemometry/velocimetry
(LDA/LDV) and particle image velocimetry (PIV). The different methods yield similar
results. All have the limitation that velocities very close to a wall are difficult to measure
and are less accurate than velocities measured far from the wall as a consequence of wall
interferences. Laufer (1954) was one of the first to report experimental data regarding
the near-wall normal fluctuating velocity component, v'. This investigation considered
airflow through a 25.4 cm diameter pipe at Reynolds numbers of 50,000 and 500,000.

Figure 2.11 shows the data collected by Laufer plotted as the dimensionless root-mean-
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square (rms) wall-normal velocity, v'. _, versus the dimensionless distance from the wall,

y", where y is the distance from the wall and

1\2
e W) (2.23)
u
yr=2 (2.24)
1%

Included in Figure 2.11 are the data collected by Durst ez al. (1995) by LDA in oil flow
through a 5 cm diameter pipe at Reynolds numbers from 7440 to 20,800. Durst et al.
were able to make high quality measurements very close to the pipe wall by taking great
care to minimize wall effects. The two data sets agree well over a range of flow
Reynolds numbers due to the scaling of the fluctuating velocity components and the

distance from the wall by the friction velocity and air viscosity. The values of

v'" measured by Laufer are generally higher than those of Durst ef al., probably because

rms

of larger wall interferences in the former case.

In recent years, much has been learned about turbulent flows by conducting numerical
simulations on computers. Direct numerical simulation (DNS) provides the most
accurate means of simulating turbulence. In DNS, the Navier-Stokes equations are
solved numerically with resolution in time and space fine enough to capture even the
smallest turbulent eddies. DNS is computationally intensive, and the need for
computational power increases dramatically as the Reynolds number increases. Thus,
DNS is limited to relatively low Reynolds numbers and short simulation times. Large

eddy simulation (LES) is a method of generating a turbulent flow field that is not as
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severely restricted to low Reynolds number as DNS. In LES, only the large scale
turbulent eddies are simulated directly, and the small scale eddies are modeled by a
subgrid scale model. Information about the small-scale eddies is lost, but reasonably
accurate modeling of the subgrid eddies is possible because the behavior of these eddies
is more universal. These computational methods have proven to be very reliable and
have the advantage over physical experiments of providing information on flows very

close to boundaries.

Profiles of V' versus y" in channel flow at two different Reynolds numbers as

calculated from the DNS of Moser et al. (1999) are shown in Figure 2.11 along with
experimental pipe flow data. Equation (2.90) is discussed later, in section 2.5.4.a. The
bottom panel of this figure shows the same data as the top panel with the axes scaled to
focus attention on data near the wall. The profiles from the DNS at the two different
Reynolds numbers diverge away from the wall, but converge for values of y" less than

20. Reasonable agreement between the DNS data and the physical experiments is

observed. However, values of v'}  immediately adjacent to the wall are lower in DNS

than in experiments, possibly owing to wall interference in the physical experiments.
The profiles calculated by DNS follow the quadratic relationship expected from theory

(Chapman & Kuhn, 1986).

DNS has been performed in square ducts (Gavrilakis, 1992; Huser & Biringen, 1993).

Profiles of v} versus y" near the center of the duct walls agree with the results from
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s were lower near the corners

channel DNS. In the square duct flows, values of V'

relative to those near the center of the duct walls.

2.4.1.b Eddy viscosity

The similarity between the mechanisms of mass and momentum transport in fluid flows
gives rise to the analogy between the eddy viscosity inducing momentum transport and
the eddy diffusivity inducing mass transport. In most theories of particle deposition from
turbulent flow, the eddy diffusivity of particles has been assumed to be equal to the eddy
diffusivity of the air, and specification of this parameter and its dependence on y" has
been a primary concern. The assumption of the equivalence of the eddy diffusivity to the
eddy viscosity is valid for particles in homogeneous isotropic turbulence and for very
small particles (i.e., those in the diffusion regime) near a wall. However, the assumption
breaks down for larger particles, which possess significant inertia, especially in the

vicinity of a wall where the turbulence is anisotropic.

It can be shown that substitution of equations (2.20)-(2.22) into the fluid momentum
conservation equation and subsequent time averaging can lead to the following
expression for the fluid shear stress (Kay & Nedderman, 1990):

T, = pa(vg—;‘—u'_v'] (2.25)

where 17, is the time-averaged local shear stress in the air, 8;/ Oy is the mean velocity

gradient normal to the duct wall and u'v' is the time average of the product of the

streamwise (u') and wall-normal (V") fluctuating velocity components. The first term on
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the right side of (2.25) is the contribution to shear owing to viscous forces and the second

term is the shear stress induced by turbulent fluctuations.

In analogy with the viscous transport of momentum by gradient diffusion through random
interactions of molecules, turbulent momentum transport is often modeled as gradient

diffusion by random interactions of turbulent eddies. The term representing the turbulent

transport of momentum, — u'v', is often modeled by this expression:

—u'' = £ ‘2_)”: (2.26)
where &, is the eddy viscosity of the turbulent airflow. This eddy viscosity is not a
property of the air, but a property of the turbulent flow. Also, contrary to molecular
viscosity, the eddy viscosity is not constant. It varies strongly with distance from a wall
because the size of the largest eddies increases with distance from a boundary.

Combining (2.25) and (2.26), the shear stress per unit fluid density may be expressed as

T ou
La _ - 2.27

In this model, the molecular and eddy viscosities are assumed to additively and

independently contribute to momentum transport.

Several correlations from the literature for the variation of eddy viscosity with distance
from the wall are reproduced in Table 2.8. Based on continuity arguments, it is now well
accepted that &, is proportional to (y")’ in the close vicinity of a wall (Chapman & Kuhn,

1986). The correlation from Davies (1966a) is the only one from Table 2.8 that does not
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follow this relationship. The eddy viscosity correlations of Lin et al. (1953), Davies
(1966a) (with Re = 104) and Lai & Nazaroff (2000) are plotted in Figure 2.12 and general

agreement among the expressions is observed.

Figure 2.12 also clearly illustrates the very large change in eddy viscosity with distance
from the wall. This variation in eddy viscosity gives rise to three distinct regions of the
turbulent flow: the viscous sublayer where momentum transport is dominated molecular
viscosity, the turbulent core where momentum transport is dominated by eddy viscosity,
and the intermediate buffer layer where both molecular and eddy viscosities contribute

significantly to momentum transport. These regions have historically been defined by

viscous sublayer: yr <5 &, <<v
buffer layer: 5<y" <30 E o~V
turbulent core: y =30 E,>v

The concept of eddy viscosity has proven useful for explaining momentum and gaseous
mass transport phenomena in turbulent flows. The analogous concept of particle eddy
diffusivity has achieved only limited success in explaining particle behavior in turbulent

flows as will be discussed in more detail in sections 2.5.1.g, 2.5.4.a and 2.5.4.c.

2.4.1.c Organized structures in turbulence near a smooth wall
Early studies of turbulence were framed around the assumption that turbulent motions
were completely random and without structure. The flow visualization experiments of

Kline et al. (1967) and Corino & Brodkey (1969) were among the first to indicate a
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regular structure in the near-wall region, dominated by coherent vortical structures and
intermittent downsweeping and bursting phenomena. It is now well recognized that these
coherent structures are responsible for generating most of the turbulent fluctuation energy
and for transporting most of the momentum associated with turbulence. There is also
strong evidence from Lagrangian simulations that they contribute profoundly to particle
deposition from turbulent flows. Because of their potential importance in influencing
particle deposition, a brief description near-wall turbulent structures is merited. While
ordered structures have been observed in near-wall turbulence, the region may still be

rightfully characterized as having a high degree of disorder.

Cantwell (1981) provides a review of the early visualization and correlation studies and
presents a detailed description of the near-wall turbulence structure and the associated
bursting and downsweeping phenomena as it was understood at the time. Subsequent
experimental studies and DNS investigations have partially modified this earlier
understanding, but a consensus on the shape, strength, spatial orientation and dynamic
role of most of the observed near-wall structures has yet to be reached. The presence of
short-lived alternating streaks of high axial speed and low axial speed fluid immediately
adjacent to the wall resulting from associated longitudinal streamwise vortices is well
accepted. Observed dimensions of low speed streaks have varied widely, but central
estimates of nondimensional lengths in the streamwise, wall normal, and spanwise
directions are A, ~1000, Z,"~30, and 1, ~50, respectively. An approximation of the
instantaneous alternating arrangement of high speed and low speed streaks is shown in

Figure 2.13. Individual streaks are temporal in nature, but the overall streaky structure is
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maintained because new streaks are formed as others subside. Low speed streaks have
been observed to terminate with a ‘burst’ of the fluid away from the wall and into the
turbulent core as suggested by Figure 2.14. Bursts of low speed fluid away from the wall
have been associated with a corresponding downward sweep towards the wall of
relatively high velocity fluid to fill the void left by the bursting fluid. The frequency and
intensity of bursts and downsweeps were found to increase with increasing Reynolds
number. The duration of the events has been estimated to be 20-25% of the mean time

period between bursts (Chapman & Kuhn, 1986).

Figure 2.14 also illustrates the association of low speed streaks in the viscous sublayer
with pairs of coherent counter-rotating streamwise vortices in the buffer region as
observed in early visualization studies. The streamwise vortices have similar dimensions
as low speed streaks and are the primary producers of turbulent shear stress. It is these
eddies that have been implicated in Lagrangian simulations in depositing particles in the

diffusion-impaction regime to surfaces (Zhang & Ahmadi, 2000).

Moin & Mahesh (1998) chronicle the advances made by DNS to the understanding of the
near-wall turbulence structure. The existence and extent of alternating streaks of high-
speed and low-speed fluid and associated vortices have been confirmed by DNS.
However, DNS data suggest that near-wall vortices are usually not paired with a counter-
rotating vortex, but commonly exist independently. DNS also suggests that the length of

near-wall vortices is somewhat less than the length of low speed fluid streaks. The
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importance of experimentally observed bursts and downsweeps of fluid that terminate

low speed streaks has been questioned based on DNS results.

While the current understanding of near-wall turbulence is far from complete, the basic
structures of streaks and vortices near walls have been repeatedly observed in
experiments and simulations. Interactions between these structures and particles may
strongly influence particle deposition. The discovery of these near-wall structures
provided the starting point for sublayer theories of particle deposition to walls from

turbulent flows (Fichman et al., 1988; Fan & Ahmadi, 1993).

2.4.2 Description of turbulent flow near rough walls

Investigations into the near-wall turbulence structure in flows past rough walls are far
more limited than smooth-walled studies. Roughness elements on walls can increase
flow resistance compared to smooth walls because of form drag on the elements. In a
similar way, roughness elements can enhance particle deposition by offering sites for
particle impaction and by reducing the thickness of the viscous sublayer near the wall.
The extent to which particle deposition may be enhanced is likely to depend on the size,
shape and spacing of the roughness elements. Several key differences have been
observed between the near-wall turbulence structure of smooth and rough walls. Thus, it
is conceivable that surface roughness may also influence particle deposition by altering

the turbulence structures that are expected to be responsible for deposition.
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2.4.2.a Turbulence in rough wall boundary layers: Experiments

Certain features of turbulence over rough walls have been observed to be different than
features of turbulence near smooth walls. Grass (1971) studied the impact of sand-grain
type roughness on turbulent flow characteristics by performing visualization experiments
in an open water-channel flow with hydraulically smooth, transitionally rough (k"= 20.7)
and fully rough (k" = 84.7) boundaries. This study confirmed the existence of low-speed
streaks, sweeps and bursts in flows over rough walls, but noted that streamwise vortices
were less apparent in rough-wall flows compared to smooth-wall flows. The spanwise
extent of low-speed streaks was observed to be the same near smooth and rough walls.

Notable differences between the smooth- and rough-wall cases were the location of the
origin of the mean velocity profile and the difference in the profile of v'! = versus y".

The mean velocity profile in the cases with rough surfaces was offset from the smooth-
surface case to a location between the flat surface and the mean roughness height of the

+
rms

sand grains. The measured profile of v'!  versus y* agreed with the data of Laufer

(1954) for the smooth wall; however, measured values of V') = near the rough walls were

larger, and the measured increase was greater for larger roughness elements.

Krogstad et al. (1992) used HWA to measure mean and fluctuating velocities in a
turbulent air boundary layer over a completely rough surface roughened by means of a
wire mesh with a thickness of 1.55 mm. They made comparisons to measurements over a

smooth surface. Similar to the observations of Grass (1971), an offset in the mean
velocity profile was noted as was a nearly twofold increase in v'!  near the mesh-

roughened surface as compared to the smooth boundary. Only small differences for
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profiles of —u'v' between smooth and rough walls were observed, suggesting that the
eddy viscosity does not vary appreciably with changes in surface condition. Bursts and
downsweeps at the mesh-roughened surface occurred with a greater frequency and
intensity than in the smooth-wall boundary layer. A key contribution of this work was
the recognition that the impact of a rough wall on a flow may be felt not only in the

immediate vicinity of the wall, but also well outside the buffer layer.

Grass et al. (1993) were the first to experimentally verify the existence of coherent
streamwise vortical structures in rough-walled turbulent flows. Visualization
experiments were performed in an open channel water flow with the surface roughened
by closely packed glass beads with diameters in the range 1.15-12 mm. In contrast to the
relatively constant dimensions observed in the smooth-wall case, the spanwise extent of

the vortical structures was seen to be proportional to the size of the roughness elements.

The work of Krogstad & Antonia (1999) highlighted the deficiencies of characterizing
surface roughness by only the mean height. In this study, HWA measurements were
made in a turbulent air boundary layer over repeated rib roughness and wire mesh
roughness. Both cases were in the fully rough regime with an equivalent dimensionless

sand grain roughness of 340. For these two flows with identical mean velocity profiles,

+
rms

the profiles of v'  versus " differed dramatically near the wall with v'!  values over

the mesh being much greater than those over the ribs. Wall-normal velocity profiles were
larger than smooth-wall profiles for both roughness cases. Labraga ef al. (1997) also

demonstrated the need to characterize roughness by more than just the mean height.
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These investigators made HWA measurements in a fully rough air channel roughened by
elements with different aspect ratios and the frequency of bursts and downsweeps were

found to depend on the aspect ratio of the roughness elements.

2.4.2.b Turbulence in rough walled channels and pipes: Experiments

+
rms

Surface roughness has been observed to have the opposite effect on profiles of V'
versus ¥ in the bulk flow of channel and pipe flow as compared with a turbulent
boundary layer adjacent to a single bounding surface. Mazouz et al. (1998) present

HWA measurements in an air channel flow with smooth and completely rough (k" = 335)

+
rms

walls that were roughened by repeated ribs. Measurements suggested that values of '
were suppressed in the case of fully rough walls compared to smooth walls throughout
the entire channel. Measurements very close to the wall were not presented. These
measured profiles compare favorably to the measurements of Sabot ez al. (1977) in
smooth and rough pipe flows. The experiments by Mazouz et al. and Sabot et al. dealt
solely with the bulk airflow and did not address near-wall turbulence. Consequently, it is
not clear whether such differences between boundary layer flows and pipe and channel
flows exist in the near-wall region. Using the same experimental facility as Mazouz et
al., Demare et al. (1999) studied the impact of fully roughened walls on bursting and
downsweeping frequen